C-SERIES USER MANUAL
VERSION UMO0C621-K
August 2024



Revision History

Version Description Date

¢+ Updated for firmware

o C62/C22/R22: V15
UMOC621H o C42/C82/C83: V08
% User Security information updated January, 2021
%+ RS485 Signed Integer Data type added
+¢+ Communication chapter added with mode and command details.

UM0C621I + RTD range specification updated .
«% Terminal connection images updated in chapter 2 April, 2021

UMO0C621J ** El note added
+* Operation Mode Information added February, 2022

+¢+ PRON function updated, compatible with FW Ver16

% OFS1 adds S16b function

++ Dwell Timer description change in chapter 3.

¢+ E1IFN~E3FN parameter 20 is altered to d.R.SP function.
Remote Setpoint setting description updated in Chapter 3.20.1

% Maximum Screw torque in Chapter 2.3 August, 2024

¢+ AXFT default value changes to 0.

+ Approval Standards of Safety

+ Edits: R22 has two available event inputs, removed reference to
transmitter power supply, updated approval standards, added
Prop 65

UMOC621K

Warning Symbol

This document contains notices that you should observe to ensure your safety, as well as to protect the product
and connected equipment. These notices are highlighted in the manual by a warning triangle and are marked as
follows.

A The danger symbol indicates that death or severe personal injury may result if proper precautions are not
taken. Do not proceed beyond a Warning symbol until the indicated conditions are fully understood and met.

Preface

Original equipment manufacturer reserves the right to change information available in this document without
notice. The manufacturer is not liable for any damages incurred to equipment/personal during installation or use
of equipment as explained in this document. User must acquire sufficient knowledge & skills prior to using
equipment in the application and follow all the local standards & regulations to meet safety requirements.

Copyright

The documentation and the software included with this product are copyrighted 2016 by Future Design Controls,
Inc. All rights are reserved. Future Design Controls, Inc. reserves the right to make improvements in the products
described in this manual at any time without notice.

No part of this manual may be reproduced/copied/translated or transmitted in any form or by any means without

the prior written permission of Future Design Controls, Inc. The information we supply is believed to be accurate
and reliable as of this printing. However, we assume no responsibility for its use.
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NOTE

It is strongly recommended that a process should incorporate a Limit Control. Future Design Controls
offer several models of FM Approved Limit Controls that will shut down the equipment at a preset
process condition to avoid possible damage to products, systems or personal.

FDC L-Series: 1/16 or % DIN FDC-L91 / FDC-L41
L62 1/16 DIN Limit Control (similar in appearance to the C-Series controls)
L22 DIN Rail Mounted Limit control.

Contact Information

Future Design Controls, Inc.

7524 West 98 Place, P.O. Box 1196
Bridgeview, IL 60455 USA

888.751.5444 - Office:
888.307.8014 - Fax
866.342.5332 - Technical Support

E-mail:  csr@futuredesigncontrols.com
Website:  http://www.futuredesigncontrols.com
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1 Introduction

1.1 Introduction

The new generation low-cost PID microprocessor-based Fuzzy logic controller series incorporate two
bright easy to read LCD Displays which indicate Process Value (PV) and Setpoint (SP). The Fuzzy Logic
technology incorporated on these series controllers enables a process to reach a predetermined set
point in the shortest time with a minimum of overshoot during startup (Power ON) or external load

disturbances (example: an oven door being opened).

Below are the different controller models of this series.

. . Dimensions Depth Behind Panel
Model No Mounting Type DIN Size L x W x D (mm) (mm)
C22 Panel Mount 1/32 DIN 24x48x85 76
C62 Panel Mount 1/16 DIN 48x48x59 50
C82/C83 Panel Mount 1/8 DIN 48x96x59 50
C42 Panel Mount 1/4 DIN 96x96x59 50
R22 DIN Rail 22.5x96x80

1-1.Controller Models

These controllers are powered by an 11-26 or 90-250 VDC /VAC supply, incorporating a 2 Amp control
relay output as a standard. The second output can be used as a cooling control or an alarm. Both
outputs can be selected as a 5VDC or 14VDC logic output, linear current or linear voltage to drive an
external device. There are 13 types of alarms and a dwell timer that can be configured for the alarm
output. The controllers are fully programmable for Linear current, Linear Voltage, PT100 and
thermocouple types J, K, T, E, B, R, S, N, L, U, P, C, and D. The input signal is digitized by using an
18-hit A to D converter. Its fast sampling rate allows the controller to control fast processes.

1.2 Features

The new generation of low-cost PID controllers has a lot of unique features.
The unique features are listed below.

LCD Display

High Accuracy 18 Bit A-D Conversion and 15 Bit D-A Conversion
Fastest Sampling Rate of 200 msec

Universal Input

Fuzzy Logic +PID Technology

Possibility of both RS-485 and analog retransmission

16 Segments of Ramp & Soak

Current Transformer (CT) Inputs for heater break detection
Up to 6 Event Inputs

Remote Setpoint

Auto-Tuning

Bumpless Transfer

Lockout Protection

Bidirectional Menu Navigation

Soft Start function

7/ 7/ R/ X/ X/ R/ X/ R/ R/ X/ R/ X/ X/ R/
L X SIR XJE X E X IR X IR XA X R X IR X S X L X R XC R X QI X 4

X3

A5
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LCD Display
All the controllers in this series will be equipped with high brightness LCD Display.

Digital Communication

RS-485 Digital communication is available as an additional option. These options allow the units to be
integrated with supervisory control systems and software. By using twisted pair wires, up to 247 units
can be connected via an RS-485 interface to a host computer.

A Micro USB programming port is available for automatic configuration, calibration and testing without
the need to access the keys on the front panel.

Fuzzy PID Technology

By using proprietary Fuzzy modified PID technology, the control loop will minimize overshoot and
undershoot in the shortest allowable time. The following diagram is a comparison of results with and
without Fuzzy Logic technology.

1-1.Fuzzy PID Control

High Accuracy

This series of controllers are manufactured using an innovative technology which contains an 18-bit A to
D converter for high-resolution measurement (true 0.1°F resolution for thermocouple and PT100
sensors) and a 15-bit D to A converter for a linear current or voltage control output. The innovative
technology provides improved operating performance, enhanced reliability and higher density with low
cost.

Fast Sampling Rate
The sampling rate of the input A to D converter reaches 200 msec. This fast sampling rate allows the
controllers to control fast processes.

Fuzzy Control

The function of Fuzzy control is to adjust PID parameters from time to time to make manipulation of the
output more flexible and adaptive to various processes. The result is to enable a process to reach a
predetermined set point in the shortest time, with a minimum of overshoot and undershoot during power-
up or external load disturbances.
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Programming Port
A Micro USB programming port is available for automatic configuration, calibration and firmware
upgrades without the need to access the keys on the front panel.

ear Terminal

Top Side

rogremming Port
(micro-USE interface?

“Frant Panel

1-2.Programming Port

Auto-tuning

The auto-tuning function allows the user to simplify the initial setup for a new system. A clever algorithm
is provided to obtain an optimal set of control parameters for the process. It can be applied either as the
process is warming up (cold start) or when the process is in a steady-state (warm start).

Lockout Protection
According to user security requirements, different security options can be enabled by using Code and
Pass parameters.

Bumpless Transfer

The Bumpless transfer allows the controller to continue to control by using its previous output value if the
input sensor breaks. Hence, the process can be well controlled temporarily as if the sensor is functioning
normally.

Soft-start Ramp

The ramping function can be performed during power up as well as any time the setpoint is changed. It
can be ramped up or ramp down. The process value will reach the set point within a predetermined
constant rate.

Soft-start

The soft-start function allows limiting the power output for a programmable time (SFT) or up to a
programmed threshold value (SFTH). The soft-start function will work until either one of the two is
reached. When soft start function is running the lower display will show the message “SFSt” alternately
to the value.

Digital Filter

A first-order low-pass filter with a programmable time constant is used to improve the stability of the
process value (PV). This is particularly useful in certain applications where the process value is too
unstable to be read.

SEL Function

These controllers have the flexibility for the user to select those parameters which are most significant to
them and put these parameters into the “USER” menu for quick access. There are up to 8 parameters
that can be selected to allow the user to build their display sequence in the USER menu.
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Event Input

Event Inputs are available as an option to change certain functions and the set point. Six event inputs
are available in the C42, C82 and C83 models. There are two event inputs available in the C62 and R22
controllers, and one event input is available in the C22.

Remote SetPoint
A Remote Setpoint function is available to vary the setpoint by using either a linear voltage or current
input. A remote setpoint is available in select models.

CT Input
CT Input Options are available to detect if a heater break. There is a maximum of two CT inputs
available.

Analog Retransmission
Analog retransmission is available as an option.

Profile (Ramp/Soak) Segments

These controllers have the option for Ramp and Soak Profiles with 16 segments. These segments can
be used as 4 Profiles with each 4 segments or 2 Profiles with each 8 segments or one profile with 16
segments. This option is not available with the C22, C62 and R22 models.

Bidirectional Menu Navigation
The C series controllers have bidirectional menu navigation. This will allow the user to access previous
menu settings easily by using [2J[+] keys.

Power Reset On — PRON (New function with Firmware V20 or up)
This parameter will only take effect every time the controller is rebooted.

During power-on initialization, the controller refers to the PRON setting,
If PRON=DIS, the PRON is disable.
If PRON=RUN, the controller will output ON.
If PRON=OFF, the controller will turn off the output, that is, MV1/MV2 are both set to 0%,
ALARM will also be released. (Reverse setting of Alarm will result in the opposite)

Press the up and down keys at the same time and hold for 2 seconds, the controller will switch between
"All Output/Alarm On" and "All Output/Alarm Off".

FDC_C-Series_User_Manual_UMOC62K_August-2024 Page 13 of 136



1.3 Specifications

Specification
Power Supply 90 to 250 VAC, 47 t063 Hz, 20 to 28 VAC,47-63Hz / 11 to 40 VDC
Power Consumption C22 / R22: 8VA, 4W Maximum, C62: 10VA, 5W Maximum, C82 / C83 / C42: 12VA,6W Maximum
Over Voltage Category I
Signal Input
Type Thermocouple (J, K, T, E, B, R, S, N, L, U, P, C, D), RTD (PT100(DIN), PT100(JIS)), Current (mA), Voltage (V, mV)
Resolution 18 Bits

Sampling Rate

5 Times / Second (200msec)

Maximum Rating

-2VDC minimum, 12VDC maximum

Input Characteristics

Type Range Accuracy @ 25°C Input Impedance
J -120°C t0 1000°C ( -184°F to 1832°F) +2°C 22MQ
K -200°C to 1370°C (-328°F to 2498°F) +2°C 22MQ
T -250°C to 400°C ( -418°F to 752°F) +2°C 2.2 MQ
E -100°C to 900°C ( -148°F to 1652°F) +2°C 2.2 MQ
B 0°C to 1820°C (32°F to 3308°F) +2°C (200°C to 1800°C) 2.2 MQ
R 0°C 10 1767.8°C (32°F to 3214°F) +2°C 2.2MQ
S 0°C to 1767.8°C (32°F to 3214°F) +2°C 22MQ
N -250°C to 1300°C ( -418°F to 2372°F) +2°C 2.2 MQ
L -200°C to 900°C ( -328°F to 1652°F) +2°C 2.2 MQ
U -200°C t0 600°C (-328°F to 1112°F) +2°C 2.2 MQ
P 0°C to 1395°C (32°F to 2543°F) +2°C 2.2 MQ
C 0°C to 2300°C (32°F to 4172°F) +2°C 22MQ
D 0°C to 2300°C (32°F to 4172°F) +2°C 22MQ
0°C to 1880°C (32°F to 3416°F o
Land Jewel | ot available for( C22,C62& R2)2) 2°C 22MQ
PT100(DIN) -200°C to 850°C (-328°F to 1562°F) +0.4°C 1.3KQ
PT100(JIS) -200°C to 600°C ( -328°F to 1112°F) +0.4°C 1.3KQ
mA -3mA to 27mA +0.05% 250
VDC -1.3VDC to 11.5VDC +0.05% 1.5MQ
mV 0 to 50mV +0.05% 2.2 MQ

Temperature Effect

1.5uV /°C for all inputs except mA input, 3.0V /°C for mA

Sensor Lead
Resistance Effect

Thermocouple: 0.2 pV /°Q; 3-wire RTD: 2.6°C /Q of Difference of Resistance of two leads
2-wire RTD: 2.6°C /Q of Sum of Resistance of two leads

Burn-out Current 200nA
CMRR 120dB
NMRR 55dB

Sensor Break Detection

Sensor open for Thermocouple, RTD and mV inputs, Sensor short for RTD input,
Below 1mA for 4-20mA input, Below 0.25VDC for 1 - 5VDC input, Not available for other inputs.

Sensor Break
Response Time

Within 4 seconds for Thermocouple, RTD and mV inputs, 0.1 second for 4-20mA and 1 - 5VDC inputs.

Remote Set Point Input

Type Linear Current, Linear Voltage
Range -3mAto 27mA, -1.3VDC to 11.5VDC
Accuracy +0.05%
C22 C62 C82 C83 C42 R22
Remote Set Point Option Not Available Not Available Available Available Available Not Available
Input Impedance Current: 2.5Q, Voltage:1.5MQ
Resolution 18 Bits
Sampling Rate 1.66 Times/Second

Maximum Rating

280mA maximum for Current Input, 12VDC Maximum for Voltage Input

Temperature Effect

+1.5uV/°C for Voltage Input, £3.0uV/°C for Current Input

Sensor Break Detection

Below 1mA for 4-20mA input, Below 0.25VDC for 1 - 5VDC input, Not available for other inputs.

Sensor Break
Responding Time

0.1 Second
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Specification
Event Input
C22 C62 C82 C83 C42 R22
Number of Event Inputs 1 2 6 6 6 2
Logic Low -10VDC minimum, 0.8VDC maximum.
Logic High 2VDC minimum, 10VDC maximum
Functions See the availability table
CT Input
CT Type CT198-1
Accuracy +5% of Full-scale Reading 1 Digit.
Input Impedance 294Q
Measurement Range 0 to 50AAC
Output of CT 0to5VDC
Sampling Rate 1 Time/Second
Output 1/ Output 2
Type Relay, Pulsed Voltage, Linear Voltage or Linear Current
Relay Rating 2A, 240V AC, 200000 Life Cycles for Resistive Load
Pulsed Voltage Source Voltage 5VDC, Current Limiting Resistance 66Q
Linear Output Resolution 15 Bits
Linear Output Regulation 0.02% for full load change
Linear Output Settling Time 0.1 Sec (Stable to 99.9%)
Linear Output Ranges 0-22.2mA (0 - 20mA/4 - 20mA), 0 - 5.55VDC (0 - 5VDC, 1 - 5VDC),0 - 11.1VDC (0 - 10VDC)
Isolation Breakdown Voltage 1000 VAC
Temperature Effect +0.01% of Span/ °C
Linear Current; 500Q max., Linear Voltage: 10KQ min

Alarm

Load Capacity of Linear Output

Form A

Relay Type

2A, 240VAC, 200000 Life Cycles for Resistive Load

Maximum Rating

Dwell Timer, Deviation Low, Deviation High, Deviation In-Band, Deviation Out of Band, Process High, Process
Low, Range High, Range Low, Range High Low, Profile Hold Back, Profile end, Heater Break, Heater Short,

Alarm Functions
Event Input 1 & Event Input 2 controlled alarm Output
Alarm Mode Latching, Hold, Normal, Latching/Hold, Setpoint Holding, Latching None Reset
Dwell Timer 0.1 to 4553.6 Minutes
Data Communication
Interface RS-485
Protocol Modbus RTU (Slave Mode)
Address 1t0 247
Baud Rate 2.8KBPS to 115.2KBPS
Parity Bit None, Even or Odd
Stop Bit 1 or 2 Bits
Data Length 7 or 8 Bits
Communication Buffer 160 Bytes
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Specification

Analog Retransmission

Output Signal 4-20mA, 0-20 mA,0 - 10VDC
Resolution 15 Bits
Accuracy +0.05% of Span + 0.0025% / °C
Load Resistance 0 to 500Q for current output, 10KQ minimum for Voltage Output
Output Regulation 0.01% for full load change
Output Setting Time 0.1Second (stable to 99.9%)
Isolation Breakdown 1000VAC min
Integral Linearity Error +0.005% of span
Temperature Effect +0.0025% of span /°C
Saturation Low OmA or 0VDC
Saturation High 22.2mA or 5.55V,11.1V min

Linear Output Ranges

0-22.2mA (0 - 20mA/4 - 20mA), 0 - 5.55VDC (0 - 5VDC, 1 - 5VDC), 0 - 11.1VDC (0 - 10VDC)

User Interface

Keypad 4 Keys
Display Type 4 Digit LCD Display
C22 C62 C82 C83 C42 R22
No of Display 2 2 3 3 3 2
Upper Display Size 0.4” (10mm) 0.58” (15mm) 0.7" (17.7mm) 0.7" (17.7mm) 0.98” (25mm) 0.31" (8mm)
Lower Display Size 0.19” (4.8mm) 0.3" (7.8mm) 0.4" (11.2mm) 0.4” (11.2mm) 0.55” (14mm) 0.25” (6.5mm)
Programming Port
Interface Micro USB

PC Communication Function

Firmware upgrade

Control Mode

Output 1 Reverse (Heating) or Direct (Cooling) Action
Output 2 PID cooling control, Cooling P band 50~300% of PB, Dead band -36.0 ~ 36.0 % of PB
ON-OFF 0.1~50.0°C (0.1~90.0°F) hysteresis control (P band = 0)
PorPD 0 - 100.0 % offset adjustment
PID Fuzzy logic modified Proportional band 0.1 ~ 500.0°C(0.1~900.0°F), Integral time 0 — 3600 Secs,
Derivative Time 0 - 360.0 Secs
Cycle Time 0.1t090.0 Seconds
Manual Control Heat (MV1) and Cool (MV2)
Auto-Tuning Cold Start and Warm Start
Failure Mode Auto transfer to manual mode while sensor break or A-D Converter damage
Ramping Control 0 to 500.0°C (0 to 900.0°F)/Minute or 0 to 500.0°C (0 to 900.0°F)/Hour Ramp Rate
Digital Filter
Function First Order
Time Constant 0,0.2,05,1,2,5, 10, 20, 30, 60 Seconds, Programmable
Profiler
C22 C62 C82 C83 C42 R22
Availability No No Option Option Option No
1 Program with 16 Segments or
No of Programs NA NA 2 Programs with each 8 Segments or NA
4 Programs with each 4 Segments
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Specification

Environmental and Physical Specifications

Operating Temperature

-10°Cto 50°C

Storage Temperature

-40°Cto 60°C

Humidity 0to 90 % RH (Non-Condensing)
Altitude 2000 Meters Maximum
Pollution Degree |l
Insulation Resistance 20MQ Minimum (@500V DC)
Dielectric Strength 2000VAC,50/60 Hz for 1 Minute

Vibration Resistance

10 to 55 Hz, 10m/s?for 2 Hours

Shock Resistance

200 m/s? (20g)

Housing Flame Retardant Polycarbonate
C22 C62 C82 C83 C42 R22
Mounting Panel Panel Panel Panel Panel DIN-Rail
DIN Size 1/32 1/16 1/8 1/8 1/4
Dimensions (W*H*D) (mm) 48*24*92 48*48*59 48+96*59 96*48*59 96*96*59 22.5*96*83
Depth Behind Panel (mm) 84 50 50 50 50
Cut Out Dimensions (mm) 45*22.2 45*45 45*92 92*45 92*92
Weight (grams) 120 160 220 220 290 160
Approval Standards
UL 61010-1, CSA C22.2 No. 61010-1-12, RoHS, REACH, CE
Safety c@ ﬁOHS c €
Protective Class IP50 for the front panel, IP20 for rear terminals and housing. All indoor use.
EMC EN61326
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1.4 Ordering Code
1.4.1 C22 Ordering Code

c22- Q Hinninin

4: 90to 250 VAC, 47-63Hz
5: 20to 28 VAC, 47-63Hz / 11 to 40 VDC

Output 1
. Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q), aW *2)
Isolated 4-20mA/0-20mA (OM98-3)
Isolated 0-10VDC (OM98-5)
SSRD, 14VDC/40mA (OM94-7)

[E=

Qawnmn

Output 2/ Alarm 1
. None

Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q, 7aW *2)

Isolated 4-20mA/0-20mA (OM98-3)

Isolated 0-10VDC (OM98-5)

SSRD, 14VDC/40mA (OM94-7)

I

Optionl
0: None
1: RS-485

2. 1 Event Input
3. 1CT Input

Option 2
0: None
1. Retransmission 4-20mA/0-20mA (OM98-3)
2. Retransmission 0-10V (OM98-5)

3. Alarm2 (Form A Relay)

Special Code
Standard leave blank
Special order AA-ZZ
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1.4.2 C62 Ordering Code

Power Input
4: 90 to 250 VAC, 47-63Hz
5: 20to 28 VAC, 47-63Hz / 11 to 40 VDC

Output 1
. Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q, W *2)
Isolated 4-20mA/0-20mA (OM98-3)
Isolated 0-10VDC (OM98-5)
SSRD, 14VDC/40mA (OM94-7)

[E=N

Qawnmn

Output 2/ Alarm 1
. None

Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q, aW *2)

Isolated 4-20mA/0-20mA (OM98-3)

Isolated 0-10VDC (OM98-5)

SSRD, 14VDC/40mA (OM94-7)

I

Alarm 2
0: None
1: Form A Relay (2A, 250V)

Option 1
0: None
1. RS-485

Option 2
0: None
1. 2 Event Inputs

2: 1EventInputand 1 CT Input
3: 2CT Inputs

Option 3
0: None
1: Retransmission 4-20mA/0-20mA (CM98-3)
2. Retransmission 0-10VDC (CM98-5)

3. Alarm 3 Form A Relay (2A, 250V)

Option 4
0: None
1: Terminal Cover

Special Code
Standard leave blank
Special order AA-ZZ
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1.4.3 C82, C83, C42 Ordering Code

c-[ 11O O DL
ces-[ L1 IO LI

Power Input
4: 90to 250 VAC, 47-63Hz
5: 20to 28 VAC, 47-63Hz / 11 to 40 VDC

Output 1
. Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q), aW *2)
Isolated 4-20mA/0-20mA (OM98-3)
Isolated 0-10VDC (OM98-5)

SSRD, 14VDC/40mA (OM94-7)

[E=N

Oawn

Output 2/ Alarm 1
: None

Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q), aW *2)

Isolated 4-20mA/0-20mA (OM98-3)

Isolated 0-10VDC (OM98-5)

SSRD, 14VDC/40mA (OM94-7)

54

Alarm 210 3
0: None
1: Form A Relay on Alarm 2 (2A, 250V)
2. Form A Relay on Alarm 2 to 3 (24, 250V)

Event Inputs
0: None
1: 6 Event Inputs

Option 1

0000000000

0: None
1. RS-485 and Remote Set point

Option 2
0: None
1. 1 CT Input and Remote Set point

2. 2 CT Inputs and Remote Set point

Option 3
: None

Retransmission 4-20mA/0-20mA (CM98-3) and Remote Set point

Retransmission 0-10VDC (CM98-5) and Remote Set point

Alarm 4 and Remote Set point

Alarm 4, Retransmission 4-20mA/0-20mA (CM98-3) and Remote Set point

Alarm 4, Retransmission 0-10VDC (CM98-5) and Remote Set point

AN

Option 4

0: None

1: Terminal Cover

2: Ramp and Soak Profiler

3. Terminal cover and Ramp and Soak Profiler

Special Code
Standard leave blank
Special order AA-ZZ
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1.4.4 R22 Ordering Code

2-00000

]

Power Input
4: 90to 250 VAC, 47-63Hz
5: 20to 28 VAC, 47-63Hz / 11 to 40 VDC

Output 1
. Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q, W *2)
Isolated 4-20mA/0-20mA (OM98-3)
Isolated 0-10VDC (OM98-5)
SSRD, 14VDC/40mA (OM94-7)

[E=N

Qawmn

Output 2/ Alarm 1
. None

Form A Relay (2A, 250V)

SSRD, 5VDC/30mA (33Q, VaW *2)

Isolated 4-20mA/0-20mA (OM98-3)

Isolated 0-10VDC (OM98-5)

SSRD, 14VDC/40mA (OM94-7)

I

Optionl
0: None
1: RS-485

2. 1 Event Input (EI1)
3: 1CT Input (CT1)

Option 2
: None

Retransmission 4-20mA/0-20mA (OM98-3)

Retransmission 0-10V (OM98-5)

Alarm2 (Form A Relay)

1 Event Input (EI2)

1 CT Input (CT2)

aRrwddEROo

Special Code
Standard leave blank
Special order AA-ZZ

1.4.5 Accessories

OM94-7 = 14VDC/40mA SSR Drive Module

OM98-3 = Isolated 4-20mA/0-20mA Analog Output Module

OM98-5 = Isolated 0-10VDC Analog Output Module

CM98-3 = Isolated 4-20mA/0-20mA Retransmission Module for all models except C22 & R22
CM98-5 = Isolated 0-10VDC Retransmission Module for all models except C22 & R22
PA98-1 = USB Programming Adaptor

CC98-1 = Programming Port Cable (1.5m)

CT98-1 = Current Transformer
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1.4.6 Related Products
FDC-Set Pro = Configuration Software

1.5 Programming Port

A Micro USB Port provided on the controller can be used to connect to a PC by using a programming
port cable (CC98-1) and a programming adapter (PA98-1) for firmware upgrades. The controller can also
be connected to an ATE system for automatic calibration and testing using the micro-USB port. The
programming port is used for off-line automatic setup and testing procedures only. Do not attempt to
make any connections to this port while the controller is being used during normal operation.

Micro USB Prqgramming Port

Rear Terminals

> Front Panel

1-3.Programming Port

Programming Port <
Cable CC98-1

Programming
—>Adaptor
PA98-1

1-4.Programming Port Connection with Programming Port Adaptor
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1.6 Keys and Displays
KEYPAD OPERATION

SCROLL KEY: [=] This key is used to select a parameter to be viewed or adjusted.

UP KEY: [«] This key is used to increase the value of the selected parameter.

DOWN KEY: [ This key is used to decrease the value of the selected parameter.

RESET KEY: [R] This key is used to:

1.

Sk owid

Revert the display to the home screen.

Reset a latching alarm once the alarm condition is removed.

Stop manual control mode, Auto-Tuning mode or calibration mode.
Clear an Auto-Tuning or communication error message.

Restart the dwell timer when the dwell timer has timed out.

Enter the manual control menu if a failure mode occurs.

ENTER KEY: Press [=] and hold for 5 seconds or longer to:

1.

2.
3.
4.

Enter the setup menu. The display will show:

Enter the manual control mode. The display will show:

Enter the Auto-Tuning mode. The display will show:

Perform calibration of a selected parameter during the calibration procedure.
The display will show:

Press and hold (=] for 6.2 seconds, then let go, to select manual control mode.
Press and hold [=] for 7.4 seconds, then let go to select Auto-Tuning mode.
Press and hold [=] for 8.6 seconds, then let go to select calibration mode.

During power-up, the upper display will show PROG and the lower display will show the Firmware

version for 6 seconds.

1-5.C22 Front Panel Keys and Display
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1-6.C62 Front Panel Keys and Display

1-7.C82 Front Panel Keys and Display

FDC_C-Series_User_Manual_UMOC62K_August-2024 Page 24 of 136



1-8.C83 Front Panel Keys and Display

1-9.C42 Front Panel Keys and Display
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1-10.R22 Front Panel Keys and Display

1-11.How Characters are Displayed on the LCD screen
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1.7 Menu Flowchart

The Menu has been divided into 5 groups.

They are as follows:

1. User Menu
2. Setup Menu
3. Manual Mode Menu
4. Auto-Tuning Mode Menu
5. Calibration Mode Menu
Setup Manual Mode Auto-Tuning Calibration
User Menu Menu Q A
Mode Mode
=]
¥ 5 Sec 6.2 Sec 7.4 Sec 8.6 Sec 9.8 Sec
—_— — _> _— >
\/ 5Se 5Se 2 Sec Min
3 Sec Max
To access To access To start To start To access
parameter parameter in Manual Control Auto-Tuning Calibration Mode,
In the User Menu, the Setup Menu,  Mode, Refer to Mode, Refer to Refer to
Refer to Refer to Section 1.7.3 Section 1.7.4 Section 1.7.5
Section 1.7.1 Section 1.7.2

Press [=] for the next parameter

Press [©] and [+] key together to return to the previous parameter.
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1.7.1 User Menu
The below user menu parameters are available depending on the user selection.

—IE s fe—

G)&]| SEL7
G)[&]| SELS

1.7.2 Setup Menu
The setup menu has been categorized into eight categories that are listed as below.

©l[4] "
SP1

Q]| sk |
]| sP3 ([
G| sp4
©)[x]| sPs
©s]| sps |
©)(s]| sP7
@A]| SFR
[@)[s]| cTIR
@)(a]| cT2R
[©)[x]| DTMR
G)&]| Pass
G| RN |
[©)[4]| cYcr
G)[&]| sTEP
G| TIMR |
@A) | SsEL1
G| sE2 |®
G| sE |=
@A) | SEL4
G| s |
G| sEs |

©

Basic Menu

Output Menu

Alarm Menu

Event Input Menu

User Select Menu
Communication Menu

Current Transformer Input Menu
Profile Menu

© No g~ wDd e
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1.7.2.1 Basic Menu (bASE)
Use (4] or (X key to get bASE in the lower display then use (=] key to enter to basic menu parameters.

(4] o]

SET bASE

(©](a] 1
=)

©] §
oFs1 [©
@& | oFs2 =
@)a] | OFS3 =
@& | NPT =
@] uNT =
@)[&] DP &
@A) | N =
@& | INH =
@)a] | sPiL =
@)&] | SPIH =
)| FLT =
@] | DISP =
S)A] PB =
S)A] T =
@)A] D =
@)a] | rRAMP =
G| RR
@& | RETY =
@A) | RELO =
©&) | RrReH &
©&] | rRvsp &
@A) | RNL =
&) | RNH =
[G][a] | coDE =
@& | oFtL &
@& | oFtH &
G)A] | cao =
QA | CAHI =
@& s &
@& | sFu &
@& | s &
@& | srH &

}
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1.7.2.2 Output Menu (oUT)
Use (4] or (X key to get oUT in the lower display then use (=] key to enter to output menu parameters.

(4] ]

SET ou
B =
(@[]

OUT1 =
EA] | o1ty =
@A) | Oo1FT =
@A) | O1HY =
EA]] cver (=
[EJA] | oFsT =
@A) | out2 =
EA] | o2ty (=
G| o02FT =
EA]] cye =
EA]] cre =
©)] bB =
EA] ] pLL =
EA] ] puH =
BA] ] Pl =
BA] | pL2H =

}

1.7.2.3 Event Input Menu (EI)

Use (4] or (X key to get El in the lower display then use [=] key to enter to event input menu
parameters.

(4] u[Y]
SET El
S
= oI
v
EIFN |
@] | spP2 =
@A) | E2FN =
EA]] se3 =
@A) | E3FN =
@& sp4 &
@] | E4FN =
GA]| sps =
@& | esfn 2
@& ses =
&) | EsFN =
BA) | spr =
}
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1.7.2.4 Alarm Menu (ALRM)
Use [+] or (XJ key to get ALRM in the lower display then use (=] key to enter to alarm menu parameters.

(4] olY]
SET ALRM

a
(O[]

] §

AIFN {2
@] | AMMD =
&) | AHY =
B)A] | AFT =
@] | ASP (=
@& | AlDV (=
@A) | AIDL (=
@A) | mor =
@)a] | A2FN (=
@] | AMD =
[@)&] | MHY =
GA] | mFT =
@A) | Asp =
@] | mDvV =
@)a] | mDpL =
)] | moT =
@] | MFN =
G)A] | mMD =
@& | mHY =
@& | mFT =&
GA] | msp =
G)A] | mDpv =
@A) | moL &
@& | moTr &
@& | MmN =
@& | mvp =
@& | mHY &
@& | M &
©E) | msp &
@A) | mov &
@& | moL &
I W B
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1.7.2.5 User Select Menu (SEL)

Use [« or (@] key to get SEL in the lower display then use [©] key to enter to select the user menu
parameters.

(4 o]
SET SEL

r 3

fonill
E] A\ 4

SELL (=
A | seL2 =
EJA)| SsEl =
)| SEL4 (=
[BA]) | SELs (2
B | sEs =
)| SEL7 (=
B)A) | SEL8 =

1.7.2.6 Communication Menu (CoMM)
Use [+] or [XJ key to get CoMM in the lower display then use (=] key to enter into communication menu

parameters.
(4] o[1]

SET CoMM
S

(@][4] =
co] |

ADDR =

@& | BAUD =

@[] | DATA =

@] | PARI (=

[@)[&] | sTOP =

1.7.2.7 Current Transformer Input Menu (Ct)

Use [+] or (X key to get Ct in the lower display then use [=] key to enter into Current transformer (CT)
input menu parameters.

(4] o]
SET Ct
r
(©][4]
eE| |

HBEN |<
[@)[a] | HBHY =
@] | HBIT =
@A) | HB2T =
[@)a] | HSEN =
@] | HSHY =
Q)& | HSIT =
Q)] | Hs2T =
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1.7.2.8 Profile Menu (PRoF)

Use [+] or (] key to get PRoF in the lower display then use (=] key to enter into Profile menu

parameters.
(4] o]
SET PRoF

(@[]

Bl

y
PROF
[@)[&] | RMPU =
@I&] | STAR =
@] | END =
@] | PFR =
[@)[a] | HBLO =
@] | HBHI =
@] | HBT =
@I&] | cycL =
[@)a] | cYCR =
[@)[a] | STEP =
@I&] | TIMR =
@] | STAT =
BJA] | TSP =
E)A] | rRPTL =
[G)A] | skT1 =
@] | TSP2 =
E)A] | rRPT2 =
@] | skt2 =
@] | TSP3 =
[@)[&] | RPT3 =
@)a] | skT3 =
@] | TSP4 =
[G)&] | RPT4 =
[G)&] | skT4 =
G)A&] | TSP5 =
[G&] | RPT5 =
G | sKk15 (2
)] | TSPs =
)& | RPTE (=
[G)[a] | sKT6 =
A

[l
[l
(Sl
[l
[©Jl]
()]
[l

TSP7 (2

RPT7

LNE

SKT7

TSPg =

[0

RPT8

SKT8

a

TSP9

a

RPT9

4]

SKT9

TSPA

RPTA

SKTA

al [a [9] [0

TSPB

4

RPTB

4

SKTB

TSPC

RPTC

SKTC

a] (9] (9] [a

TSPD

a

RPTD

4]

SKTD

TSPE

RPTE

SKTE

T SPF

RPTF

SKTF

TSPG

RPTG

ERERERERERERERERE

SKTG
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1.7.3 Manual Mode Menu

HANd
SSec

B U;
MV1
IS VY
Cll e |E

Press key 5 Sec To execute the selected default program

1.7.4 Auto-Tuning Mode

A-t

Press [©] key 5 seconds to activate Auto-Tuning Mode

1.7.5 Calibration Mode

(©]]

CALI

2 sec minimum,3 sec maximum

1

ADLO

(=ll4]

ADHI

=Il4]

RTDL

(©]la]

RTDH

(=lla]

CJLO

©Il4]

CJHI

(=]la]

VIL

=ll4]

V1G

(=]

MA1L

]
ey
©a]

MA1G

V2L

V2G

=]
=

MA2L

(@ [0 [@ (0 @) &) (9] @] (3] (3] (0] (9] (@] [9]

MA2G

Press [=] key for 2 seconds or longer (not more than 3 seconds) then release it to enter calibration Mode.

Press [©] Key for 5 seconds to perform calibration.

Note:

= Using Manual, Auto-Tuning, Calibration modes will break the control loop and change some
of the previous setting data. Make sure that the system is allowable to apply these modes.

= The flow chart shows a complete list of all parameters. For actual application, the number of
available parameters will vary depending on the setup and model of the controller and will be

less than that shown in the flow chart.

= The user can select up to 8 parameters to put in the user select menu by using the

SEL1~SEL8 parameters in the setup menu
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1.8 Parameter Availability Table

1-2.Parameter Availability

Roguter | Prameter | cop | ce2 | o2 | c83 | C42 | R22 Existence Conditions

0 SP1 V V V V V V| Exists unconditionally
C42/C82/ C83: Exists if ELFN selects SP2

1 SP2 V V V Y V V | C62/C22/R22: Exists if EIFN exists and
E1FN selects SP2
C42/C82 / C83: Exists if E2FN selects SP3

2 SP3 Vv Vv Vv Vv Vv C62 | R22: Exists if E2FN exists and E2FN
selects SP3

3 SP4 V V V Exists if E3FN selects SP4

4 SP5 V V V Exists if E4FN selects SP5

5 SP6 V V V Exists if ESFN selects SP6

6 SP7 V Vv V Exists if EGFN selects SP7
C42/C82/C83:
Exists if A1FN selects DTMR or A2FN selects
DTMR or A3FN selects DTMR or A4FN selects
DTMR

7 DTMR V V V v V V | C62: Exists if ALFN selects DTMR or A2FN
selects DTMR or OFS3 selects ALM3 and
A3FN selects DTMR
C22 | R22: Exists if A1FN selects DTMR or
A2FN selects DTMR

8 INPT V V V \Y V V Exists unconditionally

9 UNIT V V V \Y V V Exists unconditionally

10 DP V V V \Y V V Exists unconditionally

11 INLO V V Vv Vv Vv V Exists if INPT selects 4-20, 0-20, 0-5V, 1-5V,

12 INHI V V V Vv V V 0-10 or 0-50

13 SPIL v v v \ v V| Exists unconditionally

14 SP1H \ \ \ \ \ V| Exists unconditionally

15 FILT v v v \ v V| Exists unconditionally

16 DISP V \Y V Exists unconditionally

17 PB V V V \Y V V Exists unconditionally

ig TT||3 x x x g x x Exists if PB1# 0

20 OouT1 v v v \ v V| Exists unconditionally

21 01TY \ \ \ \ \ V| Exists unconditionally

22 O1FT \ \ \ \ \ V| Exists unconditionally

23 O1HY V V V Vv V V Exists if PB1=0

24 CYC1 V V V Vv V V Exists if PB1# 0

25 OFST V V V v V V | Existsif PB1Z0and TI=0

26 RAMP V V V V V V Exists unconditionally

27 RR V V V V V V Exists if RAMP selects MINR or HRR

28 OuUT2 V V V V V V Exists unconditionally

gg gng:\T( x x x x x x Exists if OUT2 selects COOL or AL1 or RAL1

31 CYC2 V V V Vv V V

32 CPB V V V V V V Exists if OUT2 selects COOL

33 DB V V V Vv V V

34 A1FN V V V Vv V Vv Exists if OUT2 selects AL1 or RAL1
C42 | C82 / C83: Exists if OUT2 selects AL1 or
RAL1 and A1FN selects DTMR, DEHI, DELO,
DBHI, DBLO, PVHI, PVLO, H. BK, H.ST,
RG.HI, RG. LO, RG.H.L, PFHB, PFED

3 AIMD v v v v v v C62 / C22 | R22: Exists if OUT2 selects AL1 or
RAL1 and A1FN selects DTMR, DEHI, DELO,
DBHI, DBLO, PVHI, PVLO, H. BK, H.ST,
RG.HI, RG. LO, RG.H.L
Exists if OUT2 selects AL1 or RAL1

36 ALHY Vv Vv Vv Vv Vv \" and A1FN selects DEHI, DELO, DBHI, DBLO,
PVHI, PVLO, RG.HI, RG.LO, RG.H.L
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Register
Address

Parameter
Notation

C22

C62

C82

C83

C42

R22

Existence Conditions

37

ALFT

Exists if OUT2 selects AL1 or RAL1 and A1FN
selects DTMR, DEHI, DELO, DBHI, DBLO,
PVHI, PVLO, RG.HI, RG.LO, RG.H.L

38

A1SP

Exists if OUT2 selects AL1 or RAL1 and A1FN
selects PVHI, PVLO, RG.HI, RG.LO, RG.H.L

39

A1DV

Exists if OUT2 selects AL1 or RAL1 and A1FN
selects DEHI, DELO, DBHI, DBLO, RG.HI,
RG.LO, RG.H.L

40

A20T

C42 1 C82/ C83/ C62: Exists unconditionally
C22/ R22: Exists if OFS2 selects AL2

41

A2FN

C42/ C82/C83/ C62: Exists unconditionally
C22 | R22: Exists if OFS2 selects AL2

42

A2MD

C42/C82 / C83/ C62: Exists if A2FN selects
DTMR, DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, H. BK, H.ST, RG.HI, RG. LO, RG.H.L,
PFHB, PFED, E1.C.O, or E2.C.O

C22 | R22: Exists if OFS2 selects AL2 and
A2FN selects DTMR, DEHI, DELO, DBHI,
DBLO, PVHI, PVLO, H. BK, H.ST, RG.HI, RG.
LO, RGH.L, E1.C.O0rE2.C.O

43

AZHY

C42/ C82 / C83/ C62: Exists if A2FN selects
DEHI, DELO, DBHI, DBLO, PVHI, PVLO,
RG.HI, RG.LO, RG.H.L

C22 | R22: Exists if OFS2 selects AL2 and
A2FN selects DEHI, DELO, DBHI, DBLO,
PVHI, PVLO, RG.HI, RG.LO, RG.H.L

44

A2FT

C42/ C82 / C83/ C62: Exists if A2FN selects
DTMR, DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, RG.HI, RG.LO, RG.H.L

C22 | R22: Exists if OFS2 selects AL2 and
A2FN selects DTMR, DEHI, DELO, DBHI,
DBLO, PVHI, PVLO, RG.HI, RG.LO, RG.H.L

45

A2SP

C42/C82 / C83/ C62: Exists if A2FN selects
PVHI, PVLO, RG.HI, RG.LO, RG.H.L

C22 [ R22: Exists if OFS2 selects AL2 and
A2FN selects PVHI, PVLO, RG.HI, RG.LO,
RG.H.L

46

A2DV

C42/ C82 / C83/ C62: Exists if A2FN selects
DEHI, DELO, DBHI, DBLO, RG.HI, RG.LO,
RG.H.L

C22 | R22: Exists if OFS2 selects AL2 and
A2FN selects DEHI, DELO, DBHI, DBLO,
RG.HI, RG.LO, RG.H.L

47

A30T

48

A3FN

C82/ C83/ C42: Exists unconditionally
C62: Exists if OFS3 is set to ALM3

49

A3MD

CB82/C83/C42: Exists if A3FN is set to
DTMR, DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, H. BK, H.ST, RG.HI, RG. LO, RG.H.L,
PFHB, PFED

C62: Exists if OFS3 s is set to ALM3, or if
A3FN is set to DTMR, DEHI, DELO, DBHI,
DBLO, PVHI, PVLO, H. BK, H.ST, RG.HI, RG.
LO, RG.H.L

50

A3HY

C82/C83/ C42: Exists if ASFN is set to
DEHI, DELO, DBHI, DBLO, PVHI, PVLO, H.
BK, H.ST, RG.HI, RG. LO, RG.H.L

C62: Exists if OFS3 is set to ALM3, or if A3FN
is set to DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, H. BK, H.ST, RG.HI, RG. LO, RG.H.L
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podister | Farameter | ca | ce2 | o2 | c83 | C42 | R22 Existence Conditions

C82/C83/C42: Exists if A3FN is set to
DTMR, DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, H. BK, H.ST, RG.HI, RG. LO, RG.H.L

51 A3FT v v v v C62: Exists if OFS3 is set to ALM3, or if A3FN
is set to DTMR, DEHI, DELO, DBHI, DBLO,
PVHI, PVLO, H. BK, H.ST, RG.HI, RG. LO,
RG.H.L
C82/C83/C42: Exists if A3FN is set to PVHI,
PVLO, RG.HI, RG. LO, RG.H.L

52 ASSP v v v v C62: Exists if OFS3 is set to ALM3, or if A3FN
is set, PVHI, PVLO, RG.HI, RG. LO, RG.H.L
C82/C83/ C42: Exists if A3FN is set to DEHI,
DELO, DBHI, DBLO, RG.HI, RG. LO, RG.H.L

53 A3DV v \Y \Y \Y C62: Exists if OFS3 is set to ALM3, or if A3FN
is set to DEHI, DELO, DBHI, DBLO, PVHI,
PVLO, RG.HI, RG. LO, RG.H.L

54 A40T V \ V C42/C82 ] C83: Exists if OFS3 selects

55 A4FN \ v V A.4.20, A.0.20, A.0.5V, A.1.5V or A.0.10
C42 1 C82/ C83: Exists if OFS3 selects
A.4.20,A.0.20, A.0.5V, A.1.5V, or A.0.10 and

56 A4MD v v v A4FN selects DTMR, DEHI, DELO, DBHI,
DBLO, PVHI, PVLO, H. BK, H.ST, RG.HI, RG.
LO, RG.H.L, PFHB, PFED
C42/C82/ C83: Exists if OFS3 selects
A.4.20,A.0.20, A.0.5V, A.1.5V or A.0.10 and

57 AdHY Vv \ Vv A4FN selects DEHI, DELO, DBHI, DBLO,
PVHI, PVLO, H. BK, H.ST, RG.HI, RG. LO,
RG.H.L
C42 1 C82/ C83: Exists if OFS3 selects
A.4.20,A.0.20, A.0.5V, A.1.5V or A.0.10 and

58 A4FT Vv \ Vv A4FN selects DTMR, DEHI, DELO, DBHI,
DBLO, PVHI, PVLO, H. BK, H.ST, RG.HI, RG.
LO, RG.H.L
C42 1 C82/ C83: Exists if OFS3 selects
A.4.20, A.0.20, A.0.5V, A.1.5V or A.0.10 and

59 A4SP v v v A4FN selects PVHI, PVLO, RG.HI, RG. LO,
RG.H.L
C42/ C82/ C83: Exists if OFS3 selects
A.4.20,A.0.20,A.0.5V,A.1.5V or A0.10 and

60 AGDV v v v A4FN selects DEHI, DELO, DBHI, DBLO,
RG.HI, RG. LO, RG.H.L

61 BPL1 v v v \ v V| Exists unconditionally

62 BPL2 v v v \ v V| Exists unconditionally

63 CJCL v v v \ v V| Exists unconditionally

64 PV64 v v v \ v V| Exists unconditionally

65 SV65 \Y v v \ v V| Exists unconditionally

66 MV166 V V V V V V Exists unconditionally

67 MV267 \ \ \ v \ V| Exists if OUT2 selects COOL

68 TIMER V V V V V V Exists unconditionally

69 EROR V V V V V V Exists unconditionally

70 MODE v v v \ v V| Exists unconditionally

71 PROG71 v v v \ v V| Exists unconditionally

72 CMND v v v \ v V| Exists unconditionally

73 JOB1 v v v \ v V| Exists unconditionally

74 JOB2 v v v \ v V| Exists unconditionally

75 JOB3 \ \ \ \ \ V| Exists unconditionally

76 CJCT \ \ \ \ \ V| Exists unconditionally

77 ADLO \ \ \ \ \ V| Exists unconditionally

78 ADHI \ \ \ \ \ V| Exists unconditionally

79 RTDL \ \ \ \ \ V| Exists unconditionally

80 RTDH v v v \ v V| Exists unconditionally

81 CJLO v v v \ v V| Exists unconditionally

82 CJHI v v v \ v V| Exists unconditionally
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podister | Farameter | ca | ce2 | o2 | c83 | C42 | R22 Existence Conditions
83 V1L \ \ \ \ \ V| Exists unconditionally
84 V1G \ \ \ \ \ V| Exists unconditionally
85 MA1L \ \ \ \Y \ V| Exists unconditionally
86 MA1G v v v V v V| Exists unconditionally
87 V2L V V V Exists if OFS1 does not select NONE and
88 V2G V Vv V OFS2 does not select NONE and OFS3 does
89 MA2L V V V not select NONE
Exists if OFS1 does not select NONE and
90 MA2G Vv V v OFS2 does not select NONE and OFS3 does
not select NONE
g; gﬁh x x x x x x Exists if PB1# 0
Zi |§I|:§I|.—| x x x x x x Exists if OUT2 selects COOL
95 SEL1 v v v V v V| Exists unconditionally
96 SEL2 v v v V v V| Exists unconditionally
97 SEL3 v v v V v V| Exists unconditionally
98 SEL4 v v v V v V| Exists unconditionally
99 SELS V V V V V V| Exists unconditionally
100 SEL6 V V V \Y V V Exists unconditionally
101 SEL7 V V V \Y V V Exists unconditionally
102 SEL8 V V V \Y V V Exists unconditionally
103 OFS1 V V V \Y V V Exists unconditionally
104 OFS2 v v v \ v V| Exists unconditionally
105 OFS3 v v \ v Exists unconditionally
106 RETY V V V V V V | C42/C82/C83: Exists if OFS3 selects 4-20,
107 RELO V V V v V VvV | 0-20, 0-5V, 1-5V, 0-10, A.4.20, A.0.20, A.0.5V,
A.1.5V, 0or A.0.10
C62: Exists if OFS3 selects 4-20, 0-20, 0-5V,
108 REHI V V V v V vV | 1-5V,0-10
C22 | R22: Exists if OFS2 selects 4-20, 0-20,
0-5v, 1-5V, 0-10
109 ADDR V V V Vv V V
110 BAUD V V V V V V
111 DATA V V V V V V Exists if OFS1 selects RS-485
112 PARI V V V v V V
113 STOP V V V v V V
C42 | C82 / C83: Exists if OFS2 selects CT1 or
CT1.2
114 CTIR v v v v v v C62: Exists if OFS2 selects CT1.2
C22 | R22: Exists if OFS1 select CT1
C42/C82 / C83: Exists if OFS2 selects CT1.2
115 CT2R V V v V V | C62: Exists if OFS2 selects El. CT or CT1.2
R22: Exists if OFS2 selects CT2
C42/C82 / C83: Exists if OFS2 selects CT1 or
CT1.2
C62: Exists if OFS2 selects EI. CT or CT1.2
116 HBEN v v v v v v C22: Exists if OFS1 selects CT1
R22: Exists if OFS1 selects CT1 or OFS2
selects CT2
117 HBHY Vv Vv Vv Vv Vv Vv Exists if HBEN is exist and HBEN selects ON
118 HB1T vV vV vV vV vV vV Exists if CT1R exists and HBEN selects ON
119 HB2T vV vV vV vV vV Exists if CT2R exists and HBEN selects ON
C42 | C82 / C83: Exists if OFS2 selects CT1 or
CT1.2
C62: Exists if OFS2 selects El. CT or CT1.2
120 HSEN Vi v Vo Ve VYV oo Exist if OFST selects CT1
R22: Exists if OFS1 selects CT1 or OFS2
selects CT2
121 HSHY V V V V V V Exists if HSEN exists and HSEN selects ON
122 HS1T V V V V V V Exists if CT1R exists and HSEN selects ON
123 HS2T V V V V V Exists if CT2R exists and HSEN selects ON
124 RMSP V V V
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podister | Farameter | ca | ce2 | o2 | c83 | C42 | R22 Existence Conditions

125 RINL V V V C42/C82 / C83: Exists if OFS1 and OFS2
and OFS3 are not all select "None"

126 RINH Vv 062/ C22 / R22; Not exist

127 FILE V V V V V V| Exists unconditionally

128 PV V V V V V V| Exists unconditionally

129 SV V V V V V V| Exists unconditionally

130 MV1 V V V V V V| Exists unconditionally

131 MV2 V V V v V V | Exists if OUT2 selects COOL

132 PASS v v v V v V| Exists unconditionally

133 CODE v v v V v V| Exists unconditionally

134 OFTL v v v V v V| Exists unconditionally

135 OFTH v v v V v V| Exists unconditionally

136 CALO V V V V V V| Exists unconditionally

137 CAHI V V V V V V| Exists unconditionally

139 PRON V V V V V V Exists with Firmware V20 or above

140 PROG v v v V v V| Exists unconditionally
C42 1 C82 / C83: Exists unconditionally

141 E1FN Vv Vv Vv Vv Vv \Y C62: Exists if OFS2 selects EI12 or EICT
C22 | R22: Exists if OFS1 selects EI1
C42/ C82 / C83: Exists unconditionally

142 E2FN V V v V V | C62: Exists if OFS2 selects EI12
R22: Exists if OFS2 selects EI2

143 E3FN V Vv V

144 E4FN V \Y V C42 1 C82/ C83: Exists unconditionally

145 ESFN Vv V V C62 / C22 / R22: Not exist

146 E6FN V Vv V

147 A1DL vV V vV Exists if OUT2 selects AL1 or RAL1
C42/C82/ C83/ C62: Exists unconditionally

148 AZDL v v v C22 | R22: Exist if OFS2 selects AL2
C42 / C82 / C83: Exists unconditionally

149 ASDL v v v v C62: Exists if OFS3 selects ALM3
C42/C82 / C83: Exists if OFS3 selects

150 A4DL Vo v A4.20, A.0.20, A0.5V, AL5V or A0.10

151 SFT v v v \ v V| Exists unconditionally

152 SFL1 V V V V V V Exists if SFT does not select OFF

153 SFL2 V V V V V V Exists if SFT does not select OFF

154 SFTH V V V V V V Exists if SFT does not select OFF

155 SFTR V V V V V V Exists if SFT does not select OFF

156

157

158

159

160
C42/ C82 / C83: Exists unconditionally

161 PROF v v v C62 / C22 | R22: Not exist

162 RUN V v V

163 RMPU V v V

164 STAR V Vv V

165 END V Vv V

166 PFR V Vv V

167 HBLO v v v C42 / C82/ C83: Exists if PROF#£0

168 HBH| ViVv.@y 062/ C22 / R22: Not exist

169 HBT V V V '

170 CYCL V V V

171 CYCR V V V

172 STEP V V V

173 TIMR V Vv V

174 STAT V Vv V

175 TSP1 vV vV V C42/C82 / C83: Exists if PROF selects 1 or 3

176 RPT1 V Vv V or7

177 SKT1 Vv vV \Y C62 / C22 / R22: Not exist
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f\gg'rztsesr Pﬁg’t‘gt‘fgﬁr c22 | c62 | ce2 | c83 | ca2 | R2 Existence Conditions
178 TSP2 \Y Vv \Y
179 RPT2 \Y Vv \Y
180 SKT2 \Y Vv \Y
181 TSP3 \Y Vv \Y
182 RPT3 V V V
183 SKT3 V V V
184 TSP4 V V V
185 RPT4 V V V
186 SKT4 V V V
187 TSP5 \Y Vv \Y
188 RPT5 \Y Vv \Y
189 SKT5 V V V C42 |/ C82 / C83: Exists if PROF selects 2 or 3
190 TSP6 V Vv V or7
191 RPT6 V V V C62/ C22 / R22: Not exist
192 SKT6 V V V
193 TSP7 V V V
194 RPT7 V V V
195 SKT7 V V V C42/C82 / C83: Exists if PROF selects 2 or 3
196 TSP8 V Vv Vv or7
197 RPT8 Vv V Vv C62 / C22 / R22: Not exist
198 SKT8 V Vv V
199 TSP9 V Vv \Y
200 RPT9 V Vv V
201 SKT9 V V V
202 TSPA V V V
203 RPTA V V V L
204 SKTA v v v g:r472 / C82 / C83: Exists if PROF selects 4 or 6
205 TSPB V Vv V . .
206 RPTB v v v C62 / C22 / R22: Not exist
207 SKTB V Vv V
208 TSPC V Vv V
209 RPTC V Vv V
210 SKTC V V V
211 TSPD V V V
212 RPTD Vv Vv Vv
213 SKTD Vv Vv Vv
214 TSPE Vv Vv Vv
215 RPTE V Vv V L
216 SKTE v v v 0Cr472 / C82 / C83: Exists if PROF selects 5 or 6
217 TSPF V Vv V . .
18 RPTE v v v C62 / C22 / R22: Not exist
219 SKTF V Vv V
220 TSPG Vv Vv Vv
221 RPTG Vv Vv Vv
222 SKTG Vv Vv Vv
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1.9 Parameter Description Table

1-3.Parameter Description

Scale
Moo!bus Parameter Parameter Default D (Unsigned 16 Bit
Register . . Range Access Dat
Address | Notation | Description Value Type ata) _
y Low High
. Low: SP1L 25.0°C
0 SP1 Set Point 1 High: SP1H (77.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
1 SP2 Set Point 2 High: SP1H (212.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
2 SP3 Set Point 3 High: SP1H (212.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
3 SP4 Set Point 4 High: SP1H (212.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
4 SP5 Set Point 5 High: SP1H (212.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
5 SP6 Set Point 6 High: SP1H (212.0°F) RIW -19999 | 45536
. Low: SP1L 100.0°C
6 SP7 Set Point 7 High: SP1H (212.0°F) RIW -19999 | 45536
Dwell timer
output time | Low: 0.0
7 DTMR (Minutes: High: 4553.5 0.0 RIW 19999 | 45536
Seconds)
0 J_tC: J type Thermocouple
1 K_tC: K type Thermocouple
2t tC: T type Thermocouple
3 E_tC: E type Thermocouple
4 b_tC: B type Thermocouple
5 R_tC: R type Thermocouple
6 S_tC: S type Thermocouple
7 N_tC: N type Thermocouple
8 L_tC: L type Thermocouple
9 U_tC: U type Thermocouple
10 P_tC: P type Thermocouple
11 C_tC: C type Thermocouple
Input sensor | 12 d_tC: D type Thermocouple
8 INPT selection 13 Pt. dN: PT100 Q DIN curve ! RIW 0 65535
14 Pt.JS: PT100 Q JIS curve
15 4-20: 4-20mA linear current
16 0-20: 0-20mA linear current
17 0-5V: 0-5VDC linear voltage
18 1-5V: 1-5VDC linear voltage
19 0-10: 0-10VDC linear
voltage
20 0-50: 0-50mVDC linear
voltage
21 LJtC: Land and Jewel
thermocouple (Not available
for C22, C62 & R22)
; 0 oC: °C unit
9 UNIT '”ﬂ”t t‘.‘”'t 1 oF: °F unit 0 RW 0 | 65535
Selection 2 Pu: Process unit
0 No. dP: No decimal point
Decimal point | 1 1-dP: 1 decimal digit
10 DP selection 2 2-dP: 2 decimal digits ! RIW 0 65535
3 3-dP: 3 decimal digits
Input low scale | Low: -19999 -17.8°C
11 INLO value High: INHI (0.0°F) RIW -19999 | 45536
Input high Low: INLO+1 93.3°C
12 INHI scale value | High: 45536 (2000°F) | RMW | -19999 ) 45536
Low limit of set | Low: -19999 -17.8°C
13 SP1L ooint value High: SP1H 00°F) RIW -19999 | 45536
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Scale

g:digtjesr Parameter Parameter Range Default AESZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
I8 RS Low High
High limit of set | Low: SP1L 537.8°C
14 SPIH | “hointvalue | High: 45536 (10000°F) | RW | 19999 | 45536
0 0: 0 second time constant
1 0.2: 0.2 second time constant
2 0.5: 0.5 second time constant
; : 3 1: 1 second time constant
Filter damping ;
. 4 2: 2 second time constant
15 FILT time (f:%n\?tant 5 5. 5 second fime constant 2 RIW 0 65535
0 6 10: 10 second time constant
7 20: 20 second time constant
8 30: 30 second time constant
9 60: 60 second time constant
0 None: No Display
1 MV1.: Display MV1 (66/130)
MVITIME )
. 2 MV2: Display MV2(67/131)
16 DISP dllsplgy 3 tIMR: Display Time (68) 1 RIW 0 65535
selection | 4 proF: display STAT (162) if
have profile function
Proportional | Low: 0.0 40.0°C
17 PB band value | High: 500.0°C (900.0°F) (7200 | RW 0 65535
Proportional | Low: 0.0 40.0°C
17 PB band value | High: 500.0°C (900.0°F) (20°F) | RW 0 | 655%
Integral ime | Low: 0
18 Tl value High: 3600 sec 60 RIW 0 65535
Derivative time | Low: 0.0
19 TD value High: 360.0 sec 15 RIW 0 65535
0 REVR: Reverse (heating)
Output 1 control action
20 OUT1 function 1 dIRt: Direct (cooling) control 0 RIW 0 65535
action
0 RELY: Relay output
1 SSrd: Solid state relay drive
output
. 2 4-20: 4-20mA linear current
21 o1TY Output 1 signal 3 0-20: 0-20mA linear current 0 RIW 0 65535
type 4 0-5V: 0-5VDC linear voltage
5 1-5V: 1-5VDC linear voltage
6 0-10: 0-10VDC linear
voltage
Select BPLS (Bumpless
transfer), or 0.0 ~ 100.0 % to
Output 1 failure | continue output 1 control
22 OIFT transfer mode | function if the sensor fails, or 0 RIW 19999 | 45536
select OFF (0) or ON (1) for
ON-OFF control
Output 1 ON-
Low: 0.1°C (0.2°F) 0.1°C
23 O1HY OFF cont_rol High: 50.0°C (90.0°F) 02°F) RIW 0 65535
hysteresis
Output 1 cycle | Low: 0.1
24 CYC1 time High: 90.0 sec. 18 RIW 0 65535
Offset value for | Low: 0
25 OFST P control High: 100.0 % 25 RIW 0 65535
0 NoNE: No Ramp Function
. 1 MINR: Use unit/minute as
26 RAMP Ramﬁ’ futﬂct'on Ramp Rate 0 RIW 0 65535
selection 2 HRR: Use unit/hour as Ramp
Rate
Low: 0.0
27 RR Ramp rate High: 500.0°C (900.0°F) 0 RIW 0 65535
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Modbus

Data

Scale

Register Param_eter Paramet.er Range Default ACCess (Unsigned 16 Bit
Address | Notation | Description Value e Data)
Low High
0 NoNE: Output? turned off
Output 2 1 COOL: Cooling PID Function
28 ouT2 functi 2 AL1: Alarm 1 Function 2 RIW 0 65535
unction 3 rAL1: Reverse Alarm 1
Function
0 RELY: Relay output
1 SSrd: Solid state relay drive
output
. 2 4-20: 4-20mA linear current
29 oaTy | Output2signal | 5 o 54 6 20ma finear current 0 RIW 0 65535
type 4 0-5V: 0-5VDC linear voltage
5 1-5V: 1-5VDC linear voltage
6 0-10: 0-10VDC linear
voltage
Select BPLS (Bumpless
Output 2 failure | transfer), or 0.0 ~100.0 % to
30 O2FT transfer mode | continue output 2 control 0 RIW 19999 | 45536
function if the sensor fails
Output 2 cycle | Low: 0.1
31 CYC2 fime High: 90.0 sec. 18 RIW 0 65535
Cooling _
32 CPB proportional h‘."""_‘r’o 100 RIW 0 | 65535
igh: 300 %
band value
Heating-
cooling dead | Low: - 36.0
3 DB band (negative | High: 36.0 % 0 RW 19999 | 45536
value= overlap)
0 NoNE: No alarm function
1 dtMR: Dwell timer action
2 dE.HI: Deviation high alarm
3 dE.Lo: Deviation low alarm
4 db.HI: Deviation band out of
band alarm
5 db.Lo: Deviation band in
band alarm
6 PV.HI: Process value high
Alarm 1 alarm
34 ALFN function for | 7 PV. Lo: Process value low 2 RIW 0 65535
alarm 1 output alarm
8 H.bK: Heater break alarm
9 H.St: Heater short alarm
12 RG.HI: Range Hi alarm
13 RG.Lo: Range Low alarm
14 RG.H.L: RangeHi-Low
alarm
15 PF.Hb: Profile Holdback
alarm
16 PF.Ed: Profile End alarm
0 NoRM: Normal alarm action
1 LtCH: Latching alarm action
2 HolLd: Hold alarm action
Alarm 1 3 Lt.Ho: Latching & Hold
35 AIMD operation action 0 RIW 0 65535
mode 4 SP.Ho: Setpoint holding
alarm
5 Lt.N.R: Latching None
Reset action
Alarm 1
. Low: 0.1°C 0.1°C
36 A1HY Hysteresis High: 50.0°C(90.0°F) 0.2°F) RIW 0 65535
control
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit
Data)

Low High

37

ALFT

Alarm 1 failure
transfer mode

0 OFF: Alarm output OFF if
the sensor fails

1 ON: Alarm output ON if the
sensor fails

RIW

0 65535

38

A1SP

Alarm 1 set
point

Low: -19999
High: 45536

100.0 °C
(212.0°F)

RIW

-19999

45536

39

A1DV

Alarm 1
deviation value

Low: -19999
High: 45536

10.0°C
(18.0°F)

RIW

-19999

45536

40

A20T

Alarm 2 Output

0 ALM: Alarm 2 output
1 RALM: Reverse Alarm 2
Output

0

RIW

0 65535

41

A2FN

Alarm 2
functions for
alarm 2 output

NoNE: No alarm function

dtMR: Dwell timer action

dE.HI: Deviation high alarm

dE.Lo: Deviation low alarm

db.HI: Deviation band out of

band alarm

5 db.Lo: Deviation band in
band alarm

6 PV.HI: Process value high
alarm

7 PV.Lo: Process value low
alarm

8 H.bK: Heater break alarm

9 H.St: Heater short alarm

10 E1.C.o: Event Input 1
Control Alarm Output

11 E2.C.o: Event Input 2
Control Alarm Output

12 RG.HI: Range Hi alarm

13 RG.Lo: Range Low alarm

14 RG.H.L: Range Hi-Low
alarm

15 PF.Hb: Profile Holdback
alarm

16 PF.Ed: Profile End alarm

~AwWwNPEF O

RIW

0 65535

42

A2MD

Alarm 2
operation
mode

0 NoRM: Normal alarm action

1 LtCH: Latching alarm action

2 HolLd: Hold alarm action

3 Lt.Ho: Latching & Hold
action

4 SP.Ho: Set point holding
alarm

5 Lt.N.R: Latching None
Reset action

RIW

0 65535

43

AZ2HY

Alarm 2
Hysteresis
control

Low: 0.1°C
High: 50.0°C(90.0°F)

0.1°cC
(0.2°F)

RIW

0 65535

44

A2FT

Alarm 2 failure
transfer mode

0 OFF: Alarm output OFF if
the sensor fails

1 ON: Alarm output ON if the
sensor fails

RIW

0 65535

45

A2SP

Alarm 2 set
point

Low: -19999
High: 45536

100.0 °C
(212.0°F)

RIW

-19999

45536

46

A2DV

Alarm 2
deviation value

Low: -19999
High: 45536

10.0°C
(18.0 °F)

RIW

-19999

45536

47

A30T

Alarm 3 output

0 ALM: Alarm 3 output
1 RALM: Reverse Alarm3
Output

0

RIW

0 65535
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit
Data)

Low High

48

A3FN

Alarm 3
functions for
alarm 3 output

NoNE: No alarm function

dtMR: Dwell timer action

dE.HI: Deviation high alarm

dE.Lo: Deviation low alarm

db.HI: Deviation band out of

band alarm

5 db.Lo: Deviation band in
band alarm

6 PV.HI: Process value high
alarm

7 PV.Lo: Process value low
alarm

8 H.bK: Heater break alarm

9 H.St: Heater short alarm

10 E1.C.o: Event Input 1
Control Alarm Output

11 E2.C.o: Event Input 2
Control Alarm Output

12 RG.HI: Range Hi alarm

13 RG.Lo: Range Low alarm

14 RG.H.L: Range Hi-Low
alarm

15 PF.Hb: Profile Holdback
alarm

16 PF.Ed: Profile End alarm

WM O

RIW

0 65535

49

A3MD

Alarm 3
operation
mode

0 NoRM: Normal alarm action

1 LtCH: Latching alarm action

2 HolLd: Hold alarm action

3 Lt.Ho: Latching & Hold
action

4 SP.Ho: Set point holding
alarm

5 Lt.N.R: Latching None
Reset action

RIW

0 65535

50

A3HY

Alarm 3
Hysteresis
control

Low: 0.1°C
High: 50.0°C(90.0°F)

RIW

0 65535

ol

A3FT

Alarm 3 failure
transfer mode

0 OFF: Alarm output OFF if
the sensor fails

1 ON: Alarm output ON if the
sensor fails

RIW

0 65535

52

A3SP

Alarm 3 set
point

Low: -19999
High: 45536

100.0°C
(212.0°F)

RIW

-19999 | 45536

53

A3DV

Alarm 3
deviation value

Low: -19999
High: 45536

10.0°C
(18.0°F)

RIW

-19999 | 45536

o4

A40T

Alarm 4 output

0 ALM: Alarm 4 output
1 RALM: Reverse Alarm 4
Output

0

RIW

0 65535
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Modbus

Data

Scale

Register Param_eter Paramet.er Range Default ACCess (Unsigned 16 Bit
Address | Notation | Description Value e Data)
Low High
0 NoNE: No alarm function
1 dtMR: Dwell timer action
2 dE.HI; Deviation high alarm
3 dE.Lo: Deviation low alarm
4 db.HI: Deviation band out of
band alarm
5 db.Lo: Deviation band in
band alarm
6 PV.HI: Process value high
Alarm 4 alarm
55 A4FN functionfor | 7 PV. Lo: Process value low 2 RIW 0 65535
alarm output alarm
8 H.bK: Heater break alarm
9 H.St: Heater short alarm
12 RG.HI: Range Hi alarm
13 RG.Lo: Range Low alarm
14 RG.H.L: Range Hi-Low
alarm
15 PF.Hb: Profile Holdback
alarm
16 PF.Ed: Profile End alarm
0 NoRM: Normal alarm action
1 LtCH: Latching alarm action
2 HolLd: Hold alarm action
Alarm 4 3 Lt.Ho: Latching & Hold
56 A4MD operation action 0 RIW 0 65535
mode 4 SP.Ho: Setpoint holding
alarm
5 Lt.N.R: Latching None
Reset action
Alarm 4
. Low: 0.1°C 0.1°C
57 A4HY Hysteresis High: 50.0°C(90.0°F) 0.2°F) RIW 0 65535
control
Alarm 4 failure 0 (r)]FF: Alarmfo_lutputOFF if
the sensor fails
58 A4FT transfer 1 ON: Alarm output ON if the 0 RIW 0 65535
mode sensor fails
Alarm 4 set Low: -19999 100.0°C
59 A4SP ooint High: 45536 (212.0°F) RW | -19999 | 45536
Alarm 4 Low: -19999 10.0 °C
60 | MDV | joviation value | High: 45536 (soep | MW | 19999 | 45536
Bumpless _
61 BPLL | transfer value h‘l’m()lgg w | - R 0 65535
of MV1 gn- =%
Bumpless _
62 BPL2 | transfer value h‘l""(]olgg w | - R 0 65535
of MV?2 gn- 8
Sense voltage
during cold | Low: 0
63 CJcL junction High: 7552 R 0 65535
calibration low
Low: -19999
64 PV64 Process value Hghiassss 0 | T R -19999 | 45536
Current set Low: SP1L
65 SV65 ooint value High: SP1H R 19999 | 45536
Output 1
Low: 0.00 R (R/W,
66 MV1 66 %Va!ue High: 10000% | T Manual) 0 65535
(Heating)
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Scale

g:digtjesr Parameter | Parameter Range Default AESZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
ress RS Low High
Output 2
Low: 0.00 R (RIW
o\/alie | Low:000 ,
67 MV2 67 A]Va!ue High: 100.00 % Manual) 0 65535
(Cooling)
Remaining
. Low: 0.0
68 TIMER tlme'of dwell High 45536 | 7 R -19999 | 45536
timer
Low: 0
69 EROR Error code Hghiessss 0 | T R 0 65535
Operation Low: 0
70 MODE mode & alarm Hgh:essss | U R 0 65535
status
C22:22. XX
C62:62. XX
C82:82. XX
C82(Profile):84. XX
71 PROG71 | Programcode | C83:83.XXx | - R 0 65535
C83(Profile):85. XX
C42:42. XX
C42(Profile):44. XX
R22:23. XX
Command Low: 0
12 CMND code High:65535 | T RIW 0 | 6553
73 JOB1 Jobcode WO | L RIW 0 65535
High: 65535
Low: 0
74 JOB2 Job code High 65535 | T RIW 0 65535
Low: 0
75 JOB3 Job code Hghiessss 0 | T RIW 0 65535
Cold Junction | Low: -4000
76 CJCT Temperature | High.9000 | R -19999 | 45536
mV calibration | Low: -1999
[ ADLO low coefficient | High:1999 [ 7 RIW -19999 | 45536
mV calibration | Low: -1999
8 ADHI | \ioh coefficient | High:1999 | RW | -19999 | 45536
RTD calibration | Low: -1999
& RTDL low coefficient | High:1999 | T RIW | 19999 | 45536
RTD calibration | Low: -1999
80 RTDH high coefficient | High:1999 | RIW -19999 | 45536
Cold junction Low: -5.00
81 CJLO | calibration low H.W', o I — RW | -19999 | 45536
- igh: 40.00
coefficient
Cold junction .
82 CIHI | calibrationhigh | [ 2% | RW | -19999 | 45536
g igh: 1999
coefficient
V1 calibration | Low: -1999
83 ViL low coefficient | High:199%9 | T RIW -19999 | 45536
V1 calibration | Low: -1999
84 VIG | high coefficent | Highit9 | 7T RW | -19999 | 45536
MAZ1 calibration | Low: -1999
85 MALL low coefficient | High:1999 | T RIW -19999 | 45536
MA1 calibration | Low: -1999
86 MA1G high coefficient | High:1999 | RIW -19999 | 45536
V2 calibration | Low: -1999
87 Vel low coefficient | High:1999 | T RIW -19999 | 45536
V2 calibration | Low: -1999
88 V2G| high coefficent | High:t999 | 7T RW | -19999 | 45536
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Scale

gl:;gtjesr Param_eter Paramet.er Range Default AESZS (Unsigned 16 Bit
Address | Notation | Description Value e Data)
Low High
MA2 calibration | Low: -1999
89 MA2L low coefficient | High: 1999 RIW 19999 | 45536
MA2 calibration | Low: -1999
0 MAZG high coefficient | High: 1999 RIW 19999 | 43536
Power limit Low: 0
9 PLIL | output low | HightPLLH or 50% 0 RIW 0 | 6353
Power limit Low: PL1L
92 PL1H Output! high High: 100 % 100 RIW 0 65535
Power limit Low: 0
93 PL2L Output2 low | High: PL2H or 50% 0 RIW 0 695535
Power limit Low: PL2L
i PL2H | outputz high | High: 100 % 100 RW 0 | 63535
0 NoNE: No Parameter
1 dtMR: DTMR
2 dISP: DISP
3 Pb: PB
4TI
5td: TD
6 01HY: O1HY
7RR:RR
8 CPb: CPB
9 db: DB
10 ALHY: ATHY
11 A1SP: A1SP
12 AldV: A1DV
13 A2HY: A2HY
14 A2SP: A2SP
15 A2dV: A2DV
1'st parameter ig ﬁggg: ,ﬁggg
95 SEL1 for the user 18 A3dV: A3DV 0 RIW 0 65535
menu 19 A4HY: A4HY
20 A4SP: AASP
21 AddV: A4DV
22 PL1L: PLIL
23 PL1H: PL1H
24 PL2L: PL2L
25 PL2H: PL2H
26 OFTL: OFTL
27 OFTH: OFTH
28 CALO: CALO
29 CAHI: CAHI
30 A1DL: A1DL
31 A2DL: A2DL
32 A3DL: A3DL
33 A4DL: A4DL
34 UNIT: UNIT
35 PRON: PRON
2'nd parameter
96 SEL2 for the user | Same as SEL1 0 RIW 0 65535
menu
3'rd parameter
97 SEL3 for the user | Same as SEL1 0 RIW 0 65535
menu
4'th parameter
98 SEL4 for the user | Same as SEL1 0 RIW 0 65535
menu
5'th parameter
99 SEL5 for the user | Same as SEL1 0 RIW 0 65535
menu
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit

Data)

Low

High

100

SEL6

6'th parameter
for the user
menu

Same as SEL1

RIW

65535

101

SELY

7'th parameter
for the user
menu

Same as SEL1

RIW

65535

102

SELS

8'th parameter
for the user
menu

Same as SEL1

RIW

65535

103

OFS1

Option 1

C82/C83/C42:

0 NoNE: Not selected

1 R485: RS-485 with
unsigned integer data on
Modbus and Remote SP

2 S16h:RS485 with signed
integer data on Modbus and
Remote SP

C62:

0 NoNE: Not selected

1 RA485: RS-485 with
unsigned integer data on
Modbus

2 S16b: RS485 with signed
integer data on Modbus

C22 [ R22:

0 NoNE: Not selected

1 R485: RS-485 with unsigned
integer data on Modbus

2 EI1: Event 1input

3 CT1: CT Llinput

4 S16b: RS485 with signed
integer data on Modbus

RIW

65535

104

OFS2

Option 2

C82/C83/CA2:

0 NoNE: Not selected

1 CT1: CT1input and Remote
SP

2 CT1.2: CT1, CT2inputs and
Remote SP

C62:

0 NoNE: Not selected

1 EI1.2: Eventinput 1 and
Event input 2

2 EI CT: Eventinput 1 and
CT2 input

3 CT1.2: CT1and CT2 inputs

C22:

0.NoNE: No selected

1.4-20: 4-20mA
retransmission output

2. 0-20: 0-20mA
retransmission output

3. 0-5V: 0-5V retransmission
output

4. 1-5V: 1-5V retransmission
output

5. 0-10: 0-10 retransmission
output

6.AL2: Alarm 2 output
continued on next page

RIW

65535
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit
Data)

Low High

104

OFS2

Option 2

continued from previous page

R22:
0.NoNE: No selected
1.4-20: 4-20mA
retransmission output
2. 0-20: 0-20mA
retransmission output

3. 0-5V: 0-5V retransmission

output

4. 1-5V: 1-5V retransmission

output

5. 0-10: 0-10 retransmission

output

6.AL2: Alarm 2 output
7.EI2: Event2 Input
8.CT2:CT2 Input

RIW

0 65535

105

OFS3

Option 3

C82/C83/C42:
0 NoNE: Not selected

1

4-20: 4-20mA
retransmission output and
Remote SP

0-20: 0-20mA
retransmission output and
Remote SP

0-5V: 0-5VDC
retransmission output and
Remote SP

1-5V: 1-5VDC
retransmission output and
Remote SP

0-10: 0-10VDC
retransmission output and
Remote SP

A.4.20: Alarm 4, 4-20mA
retransmission output and
Remote SP

A.0.20: Alarm 4, 0-20mA
retransmission output and
Remote SP

A.0.5V: Alarm 4,0-5V
retransmission output and
Remote SP

A.1.5V: Alarm 4,1-5V
retransmission output and
Remote SP

10 A.0.10: Alarm 4, 0-10V

retransmission output and
Remote SP

C62:

0
1

2

3

NONE: Not selected
4-20: 4-20mA
retransmission output
0-20: 0-20mA
retransmission output
0-5V: 0-5VDC
retransmission output
1-5V: 1-5VDC
retransmission output
0-10: 0-10VDC
retransmission output
AL3: Alarm 3 output

RIW

0 65535
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Scale

g:digtjesr Parameter | Parameter Range Default AESZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
ress ype Low High
0 RE.PV: Retransmit process
Retransmission value
106 RETY type 1 RE.SP: Retransmit set point 0 RIW 0 65535
value
Retransmission
Low: -19999 0.0°C
107 RELO low High: 45536 (32.0°F) RIW -19999 45536
scale value
Retransmission
. Low: -19999 100.0 °C
108 REHI high High: 45536 (212.0 °F) RIW -19999 45536
scale value
Address
assignmentof | Low:2 |
109 ADDR digital High: 255 RIW 0 65535
communication
0 2K4: 2.4 Kbits/s baud rate
1 4K8: 4.8 Kbits/s baud rate
2 9K6: 9.6 Kbits/s baud rate
3 14K4: 14.4 Kbits/s baud
rate
4 19K2: 19.2 Kbits/s baud
Baud rate of rate
110 BAUD digital 5 28K8: 28.8 Khits/s baud 2 RIW 0] 65535
communication rate
6 38K4: 38.4 Khits/s baud
rate
7 57K6: 57.6 Kbits/s baud
rate
8 115K: 115.2 Khits/s baud
rate
Data hit count .
. 0 7blt: 7 data bits
111 DATA of dlgll'[a|. 1 8bit8 data bits 1 RIW 0 65535
communication
The parity bitof | 0 EVEN: Even Parity
112 PARI digital 1 0dd: Odd parity 0 RIW 0 65535
communication | 2 NoNE: No parity bit
Stop bit count .
.-, 0 1blt: One stop bit
113 STOP of dlg_ltall 1 2bit: Two stop bits 0 RIW 0 65535
communication
Reading of CT | Low: 0.0
114 CT1R 1 High: 150.0 0.0 R 0 65535
Reading of CT | Low: 0.0
115 CT2R 5 High: 150.0 0.0 R 0 65535
Enable Heater _
116 HBEN break 2 OFF: Off 0 RIW 0 65535
X oN: On
detection
Heater break | Low: 0.1
117 HBHY hysteresis High: 50.0 0.1 RIW 0 65535
Triple point _
118 HB1T current for h‘.""",o'o 0.0 RIW 0 65535
igh: 120.0
heater break 1
Triple point _
119 HB2T current for h‘?""',o'o 0.0 RIW 0 65535
igh: 120.0
heater break 2
Enable Heater )
120 HSEN short D or Off 0 RIW 0 | 65535
: oN: On
detection
Heater short | Low: 0.1
121 HSHY hysteresis High: 50.0 0.1 RIW 0 65535
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Scale

g:digtjesr Parameter | Parameter Range Default AESZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
ress RS Low High
Triple point Low: 0.0
122 HS1T current for - 50.0 RIW 0 65535
High: 120.0
heater short 1
Triple point Low: 0.0
123 HS2T current for - 50.0 RIW 0 65535
High: 120.0
heater short 2
0 None: No Remote SP
1 4-20: 4-20mA Remote SP
Remote SP 2 0-20: 0-20mA Remote SP
124 | RMSP type 3 0-5V: 0-5VDC Remote SP 0 RIW 0 | 653
4 1-5V: 1-5VDC Remote SP
5 0-10: 0-10VDC Remote SP
Remote SP
Low: -19999 -17.8°C
125 RINL Input low scale | . gh: RINH-50 (0.0F) RIW | -19999 | 45536
value
Remote SP
. Low: RINL+50 93.3°C
126 RINH Input high High: 45536 (2000°F) RIW -19999 | 45536
scale value
. 0 dFLt: Default Menu
127 FILE DSEf?”"t.F"e 1 Ld.Us: Load User Setting 0 RIW 0 65535
election 2 St.Us: Store User Setting
Low: -19999
128 PV Process value High 4553 | T R -19999 | 45536
Current set Low: SP1L
129 SV pointvalue | High:SPlH | T R -19999 | 45536
R
Output 1
Low: 0.00 (RIW,
130 MV1 percentage Hgh:10000 | 7 manual 0 65535
value (Heating) mode)
R
Output 2
Low: 0.00 (RIW,
131 MV2 percentage Hgh:10000 | 77 manual 0 65535
value (Cooling) mode)
Low: 0
132 PASS Password entry High: 9999 0 RIW 0 65535
Security code | Low: 0
for High: 9999
133 CODE parameter Refer Chapter 3.1 for more 0 RIW 0 65535
protection details
Offset value for .
134 | OFTL lowpoint | -0 -1999 0 RW | -19999 | 45536
LA High: 1999
calibration
Offset value for Low: -1999
135 OFTH high point - 0 RIW -19999 | 45536
o High: 1999
calibration
Input signal
value during | Low: -19999
136 CALO low point High: CAHI-1 0 RIW | -19999 | 45536
calibration
Input signal
value during | Low: CALO+1
137 CAHI high point High: 45536 1000 RIW -19999 45536
calibration
138 Reserved
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit
Data)

Low High

139

PRON

Switch On/Off
the Output and
Alarm during
booting
(Exist with FW
V20 or up)

0 DIS: The PRON is disable.
1 RUN: Output/Alarm ON
2 OFF: Output/Alarm OFF

RIW

0 65535

140

PROG

Program code

Same as PROG71

0 65535

141

E1FN

Event input 1
function

0
1

NoNE: none

SP2: SP2 activated to
replace SP1

rS.Al: Reset alarm 1 output
rS.A2: Reset alarm 2 output
rS.A3: Reset alarm 3 output
rS.A4: Reset alarm 4 output

o Ok W

rS.Ao: Reset all alarm
outputs

CA.LH: Cancel alarm latch
d.ol: Disable output 1

9 d.o2: Disable output 2

oo

10 d.012: Disable output 1 & 2
11 LoCK: Lock all parameters

and Read-only
communication

12 AU.MA: Switch Auto and
Manual control mode

13 F.tra: Failure Transfer

14 AL.oN: El Control Alarm
Output

20 d.R.SP: Disable Remote
Setpoint

RIW

0 65535

142

E2FN

Event input 2
function

1 SP3: SP3 activated to
replace SP1
Others: Same as E1IFN

RIW

0 65535
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Modbus
Register
Address

Parameter
Notation

Parameter
Description

Range

Default
Value

Data
Access

Type

Scale
(Unsigned 16 Bit

Data)

Low

High

143

E3FN

Event input 3
function

o

NoNE: none

SP4: SP4 activated to

replace SP1

rS.Al: Reset alarm 1 output

rS.A2: Reset alarm 2 output

rS.A3: Reset alarm 3 output

rS.A4: Reset alarm 4 output

rS.Ao: Reset all alarm

outputs

CA.LH: Cancel alarm latch

d.ol: Disable output 1

d.o2: Disable output 2

10 d.o12: Disable output 1& 2

11 LoCK: Lock all parameters
and Read-only
communication

12 AU.MA: Switch Auto and
Manual control mode

13 F.tra: Failure Transfer

15 StAR: Run profile as
RUN=STAR

16 CoNt Run Profile as
RUN=CONT

17 PV: Run Profile as RUN=PV

18 HoLd: Run Profile as
RUN=HOLD

19 StoP: Run Profile as
RUN=STOP

20 d.R.SP: Disable Remote

Setpoint

ook wN [l

O o

RIW

65535

144

E4FN

Event input 4
function

1 SP5: SP5 activated to
replace SP1
Others: Same as E3FN

RIW

65535

145

ESFN

Event input 5
function

0 NoNE: none

1 SP6: SP6 activated to

replace SP1

rS.Al: Reset alarm 1 output

rS.A2: Reset alarm 2 output

rS.A3: Reset alarm 3 output

rS.A4: Reset alarm 4 output

rS.Ao: Reset all alarm

outputs

CA.LH: Cancel alarm latch

d.ol: Disable output 1

9 d.o2: Disable output 2

10 d.012: Disable output 1& 2

11 LoCK: Lock all parameters
and Read-only
communication

12 AU.MA: Switch Auto and
Manual control mode

13 F.tra: Failure Transfer

20 d.R.SP: Disable Remote
Setpoint

ool WwWwN

oo

RIW

65535

146

E6FN

Event input 6
function

1 SP7: SP7 activated to
replace SP1
Others: Same as E5FN

RIW

65535

147

A1DL

Alarm 1 Delay
(Minutes:
Seconds)

OFF: OFF
ON: Low: 00.01
High:99.59

00.00

RIW

65535
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Scale

g:digtjesr Parameter | Parameter Range Default AESZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
ress RS Low High
Alarm 2 Delay | OFF: OFF
148 A2DL (Minutes: ON: Low: 00.01 00.00 RIW 0 65535
Seconds) High:99.59
Alarm 3 Delay | OFF; OFF
149 A3DL (Minutes: ON: Low: 00.01 00.00 RIW 0 65535
Seconds) High:99.59
Alarm 4 Delay | OFF: OFF
150 A4DL (Minutes: ON: Low: 00.01 00.00 RIW 0 65535
Seconds) High:99.59
Soft Start Time _
151 SFT (Hours: | Low- 00.00(OFF) 00.00 RIW 0 | 6553
. High:99.59
Minutes)
Soft Start _
152 SFLL | Power Limitfor | -OW PLIL 0 RW 0 | 65535
High: PL1H
Output 1
Soft Start ,
153 SFL2 Power Limit for LQW',PLzL 0 RIW 0 65535
High: PL2H
Output 2
Soft Start Low: -19999 100.0 °C
154 SFTH Threshold | High:45536 (2120°F) | RW | -19999 | 45536
Soft Start
Timer Low: 00.00
155 SFTR (Hours: High:99.59 00.00 R 0 65535
Minutes)
156 Reserved
157 Reserved
158 Reserved
159 Reserved
160 Reserved
0 NONE: Not uses.
1 1--4:Usessteps1lto4
2 5--8:Usessteps5to 8
Profile 3 1-8:Usessteps1to 8
161 PROF selection 4 9-12: Uses steps 9 to 12 0 RIW 0 65535
5 1316: Uses steps 13 to 16
6 9-16: Uses steps 910 16
7 1-16: Uses steps 110 16
0 StAR: Start to run profile
1 CoNt: Continue run profile
Profile run 2 PV: Continue run profile
162 RUN control from current PV 0 RIW 0 65535
3 Hold: Hold profile
4 SToP: Stop profile
Unit for .
0  HH.MM: Hours. Minutes
163 RMPU Rargﬂzoak 1 MM.SS: Minutes. Seconds 0 RIW 0 65535
Setpoint value 0 Ex Current process value
164 STAR at the start |4 sp1. controller set point 0 RIW 0 65535
of each profile value SP1
Setpoint value _ .
165 END attheend | O Sk Controllerset point 0 RIW 0 | 5535
. value SP1
of each profile
0  CoNt: Continue profile
; from the last setpoint
166 PFR Power fall value 2 RIW 0 65535
recovery 1 PV: Start to run from PV
2 SP1: Static mode, SP1
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Scale

g:digtjesr Parameter | Parameter Range Default AES;ZS (Unsigned 16 Bit
A d?j Notation | Description g Value T Data)
ress RS Low High
Low: 0.1°C
167 HBLO HO'dSacg oW | ih: 500.0°C(900.0°F) 0.0 = 0.0 RIW 0 65535
an No low band: NoNE
. Low: 0.1°C
168 HBHI HO'dEaCE Nigh | igh: 500.0°C(200.0°F) 0.0 = 00 RIW 0 | 65535
an No high band: NoNE
. Low: 00.00 (Hour. Minute)
169 HBT Holdback time High: 99.59 (Hour. Minute) 00.00 RIW 0 65535
Repeat number | Low: 1
170 CYCL of cycles for | High: 9999 1 RIW 0 65535
the profile 10000 = inFi: Infinite
Cycle Low: 1
171 CYCR remaining for | High: 9999 1 R 0 65535
the profile 10000 = inFi: Infinite
Steps of profile | Bit 0: Ramp/Soak
172 STEP running Bit 1~5: steps from 1 to 16 0 RIW 0 65535
Time remaining _
173 TIMR | for the current hqw..oo.oo 00.00 RIW 0 65535
igh: 99.59
segment
Bit O: Profile standby, ready to
run profile
Bit 1: Profile running
- Bit 2: Profile holding
174 | sTaT | Staeotprofie | g o i end 1 R 0 | o553
funning Bit 4: Profile holdback
Bit 5: Ramp up
Bit 6: Ramp down
Bit 7: Soak
Target setpoint | Low: SP1L 100.0°C
175 TSP1 for segment 1| High: SP1H (212.0F) RIW 19999 | 45536
Ramp time of | Low: 00.00
176 RPT1 segment 1 High: 99.50 00.00 RIW 0 65535
Soak time of | Low: 00.00
177 SKT1 segment 1 High: 99.59 00.00 RIW 0 65535
Target setpoint | Low: SP1L 100.0°C
178 TSP2 for segment 2 | High: SP1H (212.0°F) RIW 19999 | 45536
Ramp time of | Low: 00.00
179 RPT2 segment 2 | High: 99.59 00.00 RIW 0 65535
Soak time of | Low: 00.00
180 SKT2 segment 2 High: 99.59 00.00 RIW 0 65535
Target setpoint | Low: SP1L 100.0°C
181 TSP3 for segment 3 | High: SP1H (212.0°F) RIW 19999 | 45536
Ramp time of | Low: 00.00
182 RPT3 seqment 3 High: 99.59 00.00 RIW 0 65535
Soak time of | Low: 00.00
183 SKT3 segment 3 High: 99.59 00.00 RIW 0 65535
Target setpoint | Low: SP1L 100.0°C
184 TSP4 for segment 4 | High: SP1H (212.0°F) RIW 19999 | 45536
Ramp time of | Low: 00.00
185 RPT4 segment 4 High: 99.59 00.00 RIW 0 65535
Soak time of | Low: 00.00
186 SKT4 segment4 | High: 99.59 00.00 RIW 0 65535
Target setpoint | Low: SP1L 100.0°C
187 TSP5 for segment 5 | High: SPIH (212.0°F) RIW 19999 45536
Ramp time of | Low: 00.00
188 RPT5 segment 5 High: 99.59 00.00 RIW 0 65535
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Scale

gl:;gtjesr Param_eter Paramet.er Range Default AESZS (Unsigned 16 Bit
Address | Notation | Description Value e — Data) e
189 SKT5 S:ezkn:g(te ;’f h‘l’g‘{]%%%% 00.00 RIW 0 | 65535
so | o | Treen B9 | o | o | o
191 RPT6 Rzen;%té”r:t%(’f h?g‘}"r’]%%%% 00.00 RIW 0 | 5535
192 SKT6 S:ezkn:gf é’f h?gﬁ%%%% 00.00 RIW 0 | 65535
so | oy | o B9 | o | o | o
194 RPT7 R:‘en;%té”r:teff h?g‘(]%%%% 00.00 RIW 0 | 6553
195 SKT7 S:eagkrrmf;’f h?g‘}"r’]%%%% 00.00 RIW 0 | 6553
so | e | st i o B9 | o | o | o
197 RPTS R:g%”r:te;f h?;"(]%%%% 00.00 RIW 0 | 65535
198 SKT8 S:ezknmfg h?&"{]%%%% 00.00 RIW 0 | 6553
5o | oy | T Lo B o | o | o
200 RPTY R:g%meg(’f h?;"(]%%%% 00.00 RIW 0 | 65535
201 SKT9 Ssezkn:gfgf h?;"(}%%%% 00.00 RIW 0 | 65535
202 | TSPA ;[)arrg:gt;;eetﬁfllng o oor | RW | 1999 | 4553
203 | RPTA Fiaegr%migf h?g‘;‘r’]%%%% 00.00 RIW 0 | 6553
204 SKTA iggfﬂgﬁel%f h?&%%%% 00.00 RIW 0 | 65535
s | s | s B | | o | s
206 | RPTB F;aegr‘:]gmel‘l)f h‘l’g‘]“;]%%%% 00.00 RIW 0 | 6553
207 SKTB iggfnmeﬁf h?g\(\%%()s()g 00.00 RIW 0 | 6553
s | Topc | et [ L B0 | | o |
209 | RPTC F;aegr‘:]gmelgf h?&%%%% 00.00 RIW 0 | 6553
210 | SKTC iggfnmeg h‘l’g‘]“;]%%%% 00.00 RIW 0 | 6553
it | oo | s s B | | o | o
212 RPTD Rsaegﬁ]gr?:elgf h?;;\%%%% 00.00 RIW 0 | 65535
213 | SKTD iggfntg:teg h‘l’g‘]“;]%%%% 00.00 RW 0 | 6553
e | e | s Lo B o | o | v
215 RPTE Fizgrﬁ’]melzf h‘l’g‘]";]%%%% 00.00 RIW 0 65535
216 SKTE zggl:nmeljf h‘l’g‘]";]%%%% 00.00 RIW 0 | 65535

FDC_C-Series_User_Manual_UMOC62K_August-2024

Page 57 of 136




Scale

g:;its)?esr Param_eter Paramet.er Range Default AESZS (Unsigned 16 Bit
Address | Notation | Description Value e — Data) e
27 | e | [ Lt B0 | o | o | o
218 RPTF Fiaegrﬂgﬁ:ié’f h?g‘(]%%%% 00.00 RIW 0 | 6553
219 SKTF zggi:nmel%f h?g‘}"r’]%%%% 00.00 RIW 0 | 6553
220 TSPG Ergs;;e;ﬁfllné h?g]l\fl'lSSPP]ilh é(igg% RW | -19999 | 45536
221 RPTG zzgggmigf h‘l’g‘{]%%%% 00.00 RIW 0 | 6553
222 SKTG zggi:nmel%f h?g‘(]%%%% 00.00 RIW 0 | 6553
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2 Installation and Wiring

A Sometimes dangerous voltages capable of causing death are present in this instrument. Before
doing the installation or any troubleshooting procedures, the power to the equipment must be switched
off and isolated. Units suspected of being faulty must be disconnected and removed to a properly
equipped workshop for testing and repair. Component replacement and internal adjustments must be
made by a qualified maintenance person only.

A To minimize the possibility of fire or shock hazards, do not expose this instrument to rain or
excessive moisture.

A Do not use this instrument in areas under hazardous conditions such as excessive shock, vibration,
dirt, moisture, corrosive gases or oil. The ambient temperature of the area should not exceed the
maximum rating specified in the specification

/\ Remove stains from this equipment using a soft, dry cloth. Do not use harsh chemicals, volatile
solvents such as thinner or strong detergents to clean the equipment to avoid deformation.

A\ If the equipment is used in a manner not specified by the manufacturer, the protection provided by the
equipment may be impaired.

2.1 Unpacking

Upon receipt of the shipment, remove the controller from the carton and inspect the unit for shipping
damage. If any damage is found, contact your local representative immediately. Note the model number
and serial number for future reference when corresponding with our service center. The serial number
(SIN) is labelled on the box and the housing of the controller.

The controller is designed for indoor use only and is not intended for use in any hazardous area. It
should be kept away from shock, vibration, and electromagnetic fields (such as variable frequency
drives), motors and transformers. It is intended to operate under the following environmental conditions.

Environmental Parameter Specification
Operating Temperature -10°C to 50°C
Humidity 0% to 90% RH (Non-condensing)
Altitude 2000 M Maximum

2-1. Environmental Specification

2.2 Mounting

Make the panel cut out as per the dimensions required by the controller. The dimensions of the different
sizes of this series controller series are given in the following section. Remove the mounting clamps from
the controller and insert the controller into the panel cut out. After inserting the controller into the panel
cut out, re-install the mounting clamps. Gently tighten the clamp screws until the controller is properly
secured into the cutout.
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2.2.1 C22 Dimension
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2-1.C22 Dimension with Clamp
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2-2.C22 Dimension without Clamp
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2.2.2 C62 Dimension

2-3.C62 Dimension with Clamp
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2-4.C62 Dimension without Clamp
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2.2.3 C82 Dimension

2-5.C82 Dimension with Clamp

2-6.C82 Dimension without Clamp
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2.2.4 C83 Dimension

2-7.C83 Dimension with Clamp

2-8.C83 Dimension without Clamp
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2.2.5 C42 Dimension

2-9.C42 Dimension with Clamp
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2-10.C42 Dimension without Clamp
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2.2.6 R22 Dimension

2-11.R22 Dimension
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2.2.7 CT98-1 Dimension

2-12.CT98-1 Dimension

2-13.CT98-1 Appearance
2.3 Wiring

A Sometimes dangerous voltages capable of causing death are present in this instrument. Before
doing the installation or any troubleshooting procedures, the power to the equipment must be switched
off and isolated. Units suspected of being faulty must be disconnected and removed to a properly
equipped workshop for testing and repair. Component replacement and internal adjustments must be
made by a qualified maintenance person only.

The utmost care must be taken to ensure that the maximum voltage rating specified on the label is not
exceeded.

It is recommended that the supply power of these units be protected by fuses or circuit breakers rated at
the lowest value possible

All units should be installed inside a suitably grounded metal enclosure to prevent live parts being
accessible to human hands and metal tools.

All wiring must conform to appropriate standards of good practice and local codes and regulations.
Wiring must be suitable for the voltage, current, wire size (18AWG) and temperature rating of the
system.

Tightening torque on the Screw terminals: for C22 should not exceed 0.19 N-m (1.74 Lb-in or 2 Kg F-cm)
and C62/42/82/83 and R22 should not exceed 1 N-m (8.9 Lb-in or 10.2 KgF-cm), temperature Min.60°C,
use copper conductors only.
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Except Thermocouple Wiring, all other wires used are to be standard copper conductors with the
maximum Gauge not exceeding 18AWG. Before powering on the controller, the equipment ground must
be connected with a minimum of 1.6mm diameter conductor for protective grounding.

2-14.Lead Terminal for all models except C22

2mm max E

4.5 to 7mm max

2-15.Lead Terminal for C22
2.3.1 C22 Terminal Connection

orq L N OP2/ALA1
3%50 @ OP1 / AL2

47-63 + =+ =7 Retrans,
e [112]3]4a]5]6]7 giﬂans‘
V- o o - I-
TC- TC+ LO\ vV
PTB PTB PTA V+ TXA TXB AL2 L+
B [ 9 [10[ 111213114 F—«'s
-t mA t4+ L Rs-485-
sfWVts (A | t+enn-t
)
_\_/_I_ CT1

2-16.C22 Rear Terminal Connection
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2.3.2 C62 Terminal Connection

] TXA BES
+|1 [ 13 7+lopr2
OP1| I RS-485 |— — lor
-2 14 81—
__? |—TXB W ?__ —JAL
-+ g ~
—>|3|V+ EN 15[~ | 9
— = CT1 %_- AL2
A 41PTA 16 10|
)EI2 i \ >
B [ — |CT2 —
V TC+ | l =17
( T 5|pTB [ L |11
ml\} - s -
m V—
Retrans.
- -l TC- -
6 PTB L il AL3 N 12}
B - 19| | C -
VoI 90-250VAC
47-63Hz
|_|_2 10VA
i NO
2-17.C62 Rear Terminal Connection
2.3.3 C82 & C42 Terminal Connection
90-250VAC
47-63Hz
12VA
NS gy NO [ ]
}EI1 L AL‘{ = :?/ gl
26 | Yc
L2 27 N
El2 [ —
B3 [ Remote SP —
|4 +H 1 » 29 16
/|E'4 ? V A 130 F +
les -4 31 {— OP1
/ EIIG_’i Retrans. 32 E _:
| 7 Ir’\ll—’ 33 ;:_ 19|+ op2
- 1 or
8 et 2 1oo| - | ALt
Am 35 —
19| V+ —> 36 F21
+ ﬁA 'EPTA [er] 37 ?—Z AL
CT /
OLER N o - ‘33 —
- arg b} ] ieas A Fzs
me_ e —2A_ 139 — |AL3
B\9- [12| Tc- RS-485 40 <?_24
"LIPTB TXB L1/

2-18.C82 & C42 Rear Terminal Connection
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2.3.4 C83 Terminal Connection

[0e] [E] ey eiey N L
241231221 211201918 17

16 [ 15[ 14 [ 13

ALM3 ALM2 OP2 OP1 @

or ALM1 90-250VAC,
47-63Hz,12VA

NO C
o
25(26(27|28129|30|31(32(33(34|35|36|37|38(39|40
AL4 T_mA “Lydt 1 TXB
+ _T_ _T+ CT2 —
+l—y—- | RS-485
Remote SP Retrans. CT1 —— XA
V) S ——
! -+ EI6 El5 =
B Bl A El4 E|3\ ~ —1
w;@ﬂ v EI2 En_:r
12111110 ] 9 8 7 6 5 4 € 2 1

Yo IC+ PTA  V+
TC-
PTB PTB

2-19.C83 Rear Terminal Connection
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2.3.5 R22 Terminal Connection

90-250VAC
47-63Hz
8VA E OP2/AL1
m Retrans.
1
1|oo]|2
o0
[e ] o}
00 [c2]
[o]e] + +
83 A | | v
sl T\
+
38 e |7
[e]e] =
27|00

PTA
dg%glJ TXB
RS 485 \EI1
PTB mu_l CT1

2-20.R22 Terminal Connection
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2.4 Power Wiring

The controller is designed to operate at either 11-26VAC/VDC or 90-250VAC depending on power input
option ordered. Check that the installation voltage corresponds with the power rating indicated on the
product label before connecting power to the controller. Near the controller, a fuse and a switch rated at
2A/250VAC should be equipped as shown below.

2-21.Power Wiring

A This equipment is designed for installation in an enclosure which provides adequate protection
against electric shock. The enclosure must be connected to earth ground.

A Local requirements regarding electrical installation should be rigidly observed. Consideration should
be given to prevent unauthorized persons from accessing the power terminals.

2.5 Sensor Installation

Proper sensor installation can eliminate many problems in a control system. The probe should be placed
so that it can detect any temperature change with minimal thermal lag. In a process that requires fairly
constant heat output, the probe should be placed close to the heater. In a process where the heat
demand is variable, the probe should be closed to the work area. Some experiments with probe location
are often required to find this optimum position.

In a liquid process, the addition of a stirrer or agitator can help to eliminate thermal lag. Since the
thermocouple is a point measuring device, placing more than one thermocouple in parallel can provide
average temperature readout and produce better results in most air heated processes.

The proper sensor type is also a very important factor to obtain precise measurements. The sensor must
have the correct temperature range to meet the process requirements. In special processes, the sensor
might need to have different requirements such as being leak-proof, ant vibration, antiseptic, etc.

Standard sensor limits of error are £4°F (+ 2°C) or 0.75% of sensed temperature (half that for special)

plus drift caused by improper protection or an over-temperature occurrence. This error is far greater than
controller error and cannot be corrected on the sensor except by proper selection and replacement.
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2.6 Sensor Input Wiring

C62

V+

PTA

TC+, PTB

mA+, mV+

V-, TC-, PTB

mA-, mV-

Ccs82

Cc83

c22 C42
V+| 11 V+| 9 V+
PTA | 10 PTA | 10 PTA
TC+, PTB 9 TC+, PTB 1 TC+, PTB
mA+, mV+ mA+, mV+ mA+, mV+
V-, TC-, PTB 8 V-, TC-, PTB 12 V-, TC-, PTB
mA-, mV- mA-, mV- mA-, mV-

2-22.Sensor Input Wiring

2.7 Control Output Wiring
2.7.1 Output 1

2-23.0utput 1 Relay to Drive Load
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2-24.0utput 1 Relay to Drive Contactor

2-25.0utput 1 Pulsed voltage to Drive SSR

2-26.0utput 1 Linear Current Control
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2-27.0utput 1 Linear Voltage Control

2.7.2 Output 2

2-28.0utput 2 Relay to Drive Load

2-29.0utput 2 Relay to Drive Contactor
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2-30.0utput 2 Pulsed Voltage to Drive SSR

2-31.0utput 2 Linear Current Control

2-32.0utput 2 Linear Voltage Control
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2.8 Alarm Wiring
2.8.1 Alarm 1

2-33.Alarm 1 Output to Drive Load

2.8.2 Alarm 2

2-34.Alarm 2 Output to Drive Load
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2.8.3 Alarm 3

2-35.Alarm 3 Output to Drive Load
2.8.4 Alarm 4

2-36.Alarm 4 Output to Drive Load

2.9 Event Input Wiring

The event input can accept a switch (dry contact) or an open collector signal. The event input function
(EIFN) is activated as the switch is closed or an open collector (or a logic signal) is pulled down.

2-37.Event Input Wiring
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2.10 CT Input Wiring

2-38.CT Input Wiring for Single Phase Heater

2.11 RS-485 Data Communication

2-39.RS-485 Wiring
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2.12 Retransmission Wiring

2-40.Retransmission Wiring

2.13 Remote Setpoint Wiring

2-41.Remote SetPoint
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3 Programming

Press [=] for 5 seconds and release to enter the setup menu. Press and release (=] to select the desired
parameter. The upper display indicates the parameter symbol, and the lower display indicates the value
of the selected parameter.

3.1 User Security
There are two parameters PASS (password) and CODE (security code) which will control the data

security function.
CODE Value | PASS Value Access Rights
0 Any Value All parameters are changeable
1000 =1000 All parameters are changeable
#1000 User menu parameters only changeable
500 =500 All parameters are changeable
#500 All parameters are changeable except calibration menu parameters
9999 =9999 All parameters are changeable
#9999 SP1 to SP7 only changeable
Others =CODE All parameters are changeable
#CODE No parameters can be changed

3-1.User Access Rights
Note: CODE parameter will not be visible when CODE#PASS except the CODE value 0 and 500.
3.2 Signal Input

INPT: Select the sensor type or signal type for signal input
Range: (Thermocouple) J tC, K tC, T tC, E_tC,B tC,R_tC, S tC, N tC, L tC, U _tC,
P_tC, C_tC, d_tC, LJtC
(RTD) PT.DN, PT.JS
(Linear) 4-20mA, 0-20mA, 0-5V, 1-5V, 0-10V, 0-50mV
UNIT: Select the processing unit
Range: °C, °F, PU (Process unit). If the unit is neither °C nor °F, then selects PU.
DP: Select the resolution of the process value.
Range: For Thermocouple and RTD Signal NO. DP, 1-DP and For Linear Signal NO. DP, 1- DP,
2-DP, 3-DP
INLO: Select the low scale value for the linear type input.
INHI: Select the high scale value for the linear type input.
How to use INLO and INHI:
If 4-20mA is selected for INPT, let SL represent the low scale of the input signal (i.e. 4 mA), let SH
represent the high scale of the input signal (i.e. 20 mA). S represents the current input signal value; the
conversion curve of the process value is shown as follows:

3-1.Conversion Curve for Linear Type Process Signal

Formula: PV = INLO + (INHI-INLO) ((S - SL)/ (SH-SL))

Example: A 4 -20mA current loop pressure transducer with a range of 0-15 kg/cm is connected to the
input. The following parameters should be set as follows:

INPT = 4-20, INLO = 0.00, INHI = 15.00, DP = 2-DP

Of course, the user may select a different value for DP to alter the resolution.
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3.3 Control Output
There are 4 kinds of control modes can be configured as shown below.

Control Mode OUT1 |OUT2 | Ol1HY |CPB| DB
Heat Only REVR X A X X

Cool Only DIRT X A X X

Heat PID, Cool ON-OFF REVR | COOL X X X
Heat PID, Cool PID REVR | COOL X 0 0

3-2.Control Mode

X: Not applicable
O: Adjust to meet process Requirements
A: Required if ON-OFF Control is configured

3.3.1 Heat Only ON-OFF Control

Select REVR for OUT1, Set PB to 0. O1HY is used to adjust the dead band for ON-OFF control. The
output 1 hysteresis (O1HY) setting becomes available when PB = 0. The heat only ON-OFF control
function is shown below.

3-2.Heat Only ON-OFF Control

ON-OFF control may cause excessive process oscillations even if the hysteresis is set to the smallest
value. If ON-OFF control is set (i.e. PB = 0), Tl, TD, CYC1, OFST, CYC2, CPB, DB will no longer be
applicable and will be hidden. Auto-Tuning mode and Bumpless transfer will also be unavailable.
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3.3.2 Heat only P or PD Control

Select REVR for OUT1 set TI = 0, OFST is used to adjust the controlled offset (manual reset). If PB #0
then O1HY will be hidden.

OFST Function: OFST is measured in % with a range of 0 - 100.0%. For example, when the process is
stable, let's say the process value is lower than the setpoint by 5°C and 20 is used for the PB setting. In
this case, 5°C is 25% of the proportional band (PB).

By increasing the OFST value by 25%, the control output will adjust itself, and the process value will
eventually coincide with the set point.

When using Proportional (P) control (Tl = 0), Auto-Tuning will be unavailable. Refer to “manual tuning "
section for the adjustment of PB and TD. Manual reset (OFST) is usually not practical because the load
may change from time to time; meaning the OFST setting would need to be constantly adjusted. PID
control can avoid this problem.

3.3.3 Heat only PID Control

Select REVR for OUT1. PB and Tl should not be zero. Perform Auto-Tuning for initial startup, or set PB,
Tl and TD using historical values. If the control result is not satisfactory, use manual or Auto-Tuning to
improve the control performance. The unit contains a very clever PID and Fuzzy algorithm to achieve the
set point with a very small overshoot and very quick response to the process if it is properly tuned.

3.3.4 Cool only Control

ON-OFF control, P (PD) control and PID control can be used for cooling control. Set OUT1 to DIRT
(direct action). The other functions for cooling only are ON-OFF control, cool only P (PD) control and cool
only PID control are same as for heating, except that the output variable (and action) is reversed.

NOTE: ON-OFF control may result in excessive overshoot and undershoot problems in the process. P
(or PD) control will result in a deviation of the process value from the setpoint. It is recommended to use
PID control for Heat-Cool control to produce a stable and zero offset process value.

3.3.5 Other Setup Required

O1TY, CYCL, O2TY, CYC2, O1FT, O2FT O1TY & O2TY are set per the type of outputs installed (OUT1
& OUT2) installed. CYC1 & CYC2 are set according to the output 1 type (O1TY) & output 2 type (O2TY).
Generally, if SSRD or SSR is used for O1TY, CYCL1 is set to a value of 0.5 - 2 seconds. If a Relay is
used for O1TY, CYCL1 is set to a value of 10 - 20 seconds. If a linear output is used, CYC1 is not
applicable. The similar conditions are applied for CYC2 selection.

The user can use Auto-Tuning program for initial start-up, or they can directly set the appropriate values
for PB, Tl & TD using the historical records for repeat systems. If the control behaviors are still
inadequate, then manual tuning may be required to improve control.

3.3.6 CPB Programming

The cooling proportional band is measured by % of PB with a range of 50~300. Initially, set 100% for
CPB and examine the cooling effect. If the cooling action should be enhanced, decrease the CPB value.
If the cooling action is too strong, increase the CPB value. The value of CPB is directly proportional to
the PB setting. Its value remains unchanged throughout the Auto-Tuning process.

Adjustment of CPB is related to the cooling media used. If air is used as a cooling media, set the CPB to

100(%). If the oil is used as the cooling media, set the CPB to 125(%). If water is used as the cooling
media, set the CPB to 250(%).
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3.3.7 DB Programming

Adjustment of DB (Dead band) is dependent on system requirements. If a greater dead band is used,
then an unwanted cooling action can be avoided, but an excessive overshoot of the setpoint will occur. If
a smaller dead band (DB) is used, then an excessive overshoot can be minimized, but an overlapping of
the heating and cooling action will occur. The DB setting is adjustable in the range of -36.0% to 36.0 % of
PB.

A negative DB value will have an overlap where both outputs are active. A positive DB value has a dead
band area where neither output is active.

3.3.8 Output 2 ON-OFF Control (Alarm function)

Output 2 can also be configured as an alarm output. There are 13 kinds of alarm functions and a Dwell
timer (dtMR) that can be selected for output 2. They are dtMR (Dwell Timer), dE. HI (deviation high
alarm), dE. Lo (deviation low alarm), dB. Hi (Out of band alarm), dB. Lo (In-band Alarm), PV. HI (process
value high alarm), PV. LO (process value low alarm), H. bK (Heater Break Alarm), H. St (Heater Short
Alarm), RG. HI (Range high alarm), RG. Lo (Range low alarm), RG.H. L (Range high low alarm), PF.Hb
(Profile Holdback) and PF.Ed (Profile End).

3.4 Soft-Start

The controller has a soft start function to limit the control output on outl and out2 for a programmable
time SFT or up to a programmed threshold value SFTH. The first of two will terminate soft-start function
and the normal PID control begins. This function is useful for effects such as suppressing the heater
output during equipment startup or lightening the load.

Note: In Profile Version Controllers If PFR is set to other than SP1 then the profile function will continue
with the set parameter during power recovery. If PFR is set to SP1 then the profile will continue to run
with soft start parameters during power recovery.
There are 5 parameters available for the soft-start function. They are as below.
1. SFt: Soft start time. If the SFt #0 then the Soft start function will be enabled. The SFt can be
set in the form of Hour: Minute. The range can be set is 00.00 to 99:59.
2. SFL1: Soft Start output limit for output 1. It can be set from PL1L to PL1H.
3. SFL2: Soft Start output limit for output 2. It can be set from PL2L to PL2H.
4. SFtH: Soft start threshold value. The Soft start will be aborted when the process value is greater
than or equal to  SFtH.
5. SFtR: Soft start time. It will show the remaining time of soft start when it is running.

3-3.Soft Start Function
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3.5 Alarm

The controller has up to four alarm outputs depending on the controller model. There are 16 types of
alarm functions and one dwell timer that can be selected. There are 4 kinds of alarm modes (A1MD,
A2MD, A3MD, and A4MD) available for each alarm function (A1FN, A2FN, A3FN, and A4FN). In addition
to the alarm output, output 2 can also be configured as an alarm. But output 2 has only provided 14
different alarm functions or dwell timer available.

3.5.1 Alarm Types
The different types of alarms are listed below that the user can assign to different alarm outputs.

o

NoNE: No Alarm function

dtMR: Dwell timer

dE. HI: Deviation high alarm

dE. Lo: Deviation low alarm

dB. Hi: Deviation band out of band alarm
dB. Lo: Deviation band in band alarm

PV. HI: Process value high alarm

PV. Lo: Process value low alarm

H. bK: Heater break alarm

9. H. St: Heater short alarm

10. E1.C.o: Event Input 1 Control Alarm Output
11. E2.C.0: Event Input 2 Control Alarm Output
12. RG. HI: Range high alarm

13. RG. Lo: Range low alarm

14. RG.H. L: Range high low alarm

15. PF. Hb: Profile Holdback alarm

16. PF. Ed: Profile End

The dwell timer can be used separately or accompanied with a Ramp. Alarm outputs can be configured
as dwell timers by selecting dtMR for ALFN. If ALFN is set to DTMR, Alarm 1 will act as a dwell timer.
Similarly, Alarm 2, Alarm3 or Alarm4 will act as dwell timers if A2FN, A3FN, or A4FN is set to dtMR.
When the dwell timer is configured, the parameter DTMR is used for dwell time adjustment. The time
mentioned in DTMR is in the format of minute: seconds. The seconds' value mentioned has the
multiplication factor of 6.

N~ wWDE

A deviation alarm alerts the user when the process value deviates too far from the set point. When the
process value is higher than SV+AxDV, a deviation high alarm (dE. HI) occurs. The alarm is off when
the process value is lower than SV+AxDV-AxHY.

When the process value is lower than SV+AxDV, a deviation low alarm (dE. Lo) occurs. The alarm is
off when the process value is higher than SV+AxDV+AxHY. The trigger level of a deviation alarm moves
with the setpoint.

A deviation band alarm presets two trigger levels centred on the set point. The two trigger levels are
SV+AxDV and SV-AxDV. When the process value is higher than (SV+AxDV) or lower than (SV — AxDV),
a deviation band out of band alarm (dB. HI) occurs. ~ When the process value is within the trigger
levels, a deviation band in band alarm (dB. Lo) occurs. In the above descriptions, SV denotes the
current setpoint value for the control. This is different from SP1 when the ramp function is used.

A process alarm can set two absolute trigger levels. When the process value is higher than AxSP, a
process high alarm (PV. HI) occurs. The alarm is off when the process value is lower than AXSP-AxHY.

When the process value is lower than AxSP, a process low alarm (PV. Lo) occurs. The alarm is off
when the process is higher than AxXSP+AxHY. A process alarm is independent of the set point.
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Heater break detection is enabled by setting ALFN to HBEN. A Heater break alarm (H. bK) alerts the
user when the current measured by CT1 in CT1R is lower than HB1T, or CT2 in CT2R is lower than
HB2T. When the current measured by CT1 in CT1R is higher than HB1T+HBHY and CT2 in CT2R is
lower than HB2T+HBHY, the heater break alarm will be off. The Heater break alarm will be off when both
CT values are in the normal range. This Alarm will function when outputl is in ON condition only.

The Heater short detection is enabled by setting ALFN to HSEN. A Heater short alarm (H. St) alerts the
user when the current measured by CT1 in CT1R is higher than HS1T, or CT2 in CT2R is higher than
HS2T. When the current measured by CT1 in CT1R is lower than HS1T-HSHY and CT2 in CT2R is
lower than HS2T-HSHY, the heater short alarm will be off. The Heater short alarm will be off when both
CT values are in the normal range. This Alarm will function when outputl is in OFF condition only.

Note: The Heater break and Heater short alarms will work only with Relay and SSR outputs in outputl.

The Alarm outputs can be controlled by Event inputl and Event input 2 by selecting Event Input 1
Control Alarm Output (E1. C.0.) and Event Input 2 Control Alarm Output (E2. C.0.) for alarm
function A2FN and A3FN. The output will be ON as long as the event input is ON. The output will go OFF
when the input is OFF.

Range alarm will alert the user when the process value reaches the range. When the process value is
equal to SV+AXSP-AxDV or SV+AXSP, a Range hi (RG. HI) alarm will occur. The alarm is off when the
process value is greater than SV+AxSP+AxHY or lower than SV+AxSP-AXDV-AxHY.

Note: The SV+AxSP-AXDV or SV+AXSP can't be less than SV in range high alarm. The AxSP and AxDV
have to be configured according to this condition.

When the process value is equal to SV-AxSP+AxDV or SV-AxSP, a Range low (RG. Lo) alarm will
occur. The alarm is off when the process value is lower than SV-AxSP-AxHY or greater than SV-AxSP +
AxDV + AxHY.

Note: The SV-AxSP+AxDV or SV-AXSP can't be higher than SV in range low alarm. The AXSP and
AxDV have to be configured according to this condition.

The Range Hi-Low alarm (RG.H.L.) will include both Range Hi and Range Low. In the above
description, Ax denotes the respective alarm parameters such as Al, A2, A3, A4.
Note: The AxDV can't be set to less than 0.1 in range alarm.

The Profile Holdback (PF. Hb) alarm will alert the user when the profile is in Holdback state. The
Profile End (PF. Ed) alarm will alert the user when the profile end.
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3-4.Dwell Timer (dtMR)

3-5.Deviation High Alarm (dE.HI)
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(dE.Lo)

3-6.Deviation Low Alarm
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Reverse Alarm
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OFF
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OFF

3-7.Deviation out of Band Alarm (db.HI)
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3-8.Deviation In-Band Alarm (db.Lo)
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3-9.Process Value High (PV.HI)

3-10.Process Value Low (PV.Lo)
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3-11.Heater Break(H.bk)

3-12.Heater Short (H.St)
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3-13.Event Input Controlled Output (E1.C.0 or E2.C.0.)

3-14.Range High (RG.HI)

FDC_C-Series_User_Manual_UMOC62K_August-2024 Page 94 of 136



3-15.Range Low (RG.Lo)

3-16.Range High Low (RG.H.L)
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3.5.2 Alarm Modes
There are six types of alarm modes available for each alarm function.

1. Normal alarm

Latching alarm

Holding alarm

Latching/ Holding alarm
Setpoint Holding Alarm

6. Latching None Reset Alarm

3.5.2.1 Normal Alarm: ALMD = NORM

When a normal alarm is selected, the alarm output is de-energized in the non-alarm condition and
energized in an alarm condition.

3.5.2.2 Latching Alarm: ALMD = LTCH

If a latching alarm is selected, once the alarm output is energized, it will remain unchanged even if the
alarm condition is cleared. The latching alarm can be reset by pressing the RESET key once the alarm
condition is removed.

3.5.2.3 Holding Alarm: ALMD = HOLD

A holding alarm prevents an alarm condition during power-up. Only if the PV meets the Alarm condition
as soon as the controller is powered on, setting the holding Alarm will ignore the alarm condition for the
first time after powering on. Afterward, the alarm performs the same function as a normal alarm. If the
condition is not as described above, the holding alarm will work as the regular alarm.

3.5.2.4 Latching / Holding Alarm: ALMD = LT. HO

A latching/holding alarm performs both holding and latching functions. The latching alarm is reset when
the RESET key is pressed after the alarm condition is removed.

3.5.2.5 Setpoint Holding Alarm: ALMD = SP. HO

A setpoint holding alarm prevents an alarm from power-up and/or changing set point. The alarm output is
de-energized whenever the setpoint is changed even if it is in an alarm condition. The alarm reverts to a
normal alarm once the alarm condition is removed.

3.5.2.6 Latching None Reset Alarm = Lt.N.R

This mode is the same as Latching alarm. But the alarm can’t be reset by the Reset Key on the
controller. The alarm reset can be done only by using an event input alarm reset function.

aksrwd

3-17.Process Value High- Normal Alarm
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3-18.Process Value High- Latching Alarm

3-19.Process Value High- Holding Alarm
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3-20.Process Value High- Latching & Holding Alarm

3.5.3 Alarm Delay

In certain applications during startup, nuisance alarms will be generated before the process value
reaches the set point. To avoid these kinds of nuisance alarms, a time delay for alarms is available. To
enable the time delay for alarms, set the delay time using the A1DL, A2DL, A3DL, and A4DL
parameters. These parameters will avoid the nuisance alarm during the process value reaches the
setpoint.

For example, the process setpoint set to 100. When the process approaching 100 it will go to 103 and
97. During this time the Hi Alarm will be activated and deactivated continuously. To avoid these kinds of
nuisance alarms the alarm delay function can be used. It will generate the alarm after the PV is in alarm
condition continuously at least for the period configured in alarm delay parameters. The alarm delay can
be configured in minutes and seconds.

3.5.4 Alarm Failure Transfer

Alarm Failure transfer is activated as the unit enters failure mode. The respective Alarm will go on if ON
is set for ALFT, A2FT, A3FT or A4FT and will go off if OFF is set for ALFT, A2FT, A3FT, or A4FT. The
unit will enter failure mode if a sensor break occurs or if the A-D converter fails.
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3.6 User Select Menu Configuration

Conventional controllers are designed with parameters in a fixed order.

If the user needs a friendlier menu operation to suit their application, most conventional controllers do not
offer a solution. The C series controllers have the flexibility for the user to select those parameters which
are most significant and put these parameters in an easy access USER menu.

There are eight user-friendly parameters from the below list that can be set for user select menu
configuration using the SEL1-SEL8 parameters.

SP2
DTMR
DISP
Pb
Td

Tl
01HY
CPb
9. dB
10. AIHY
11. A1SP
12. Aldv
13. A2HY
14. A2SP
15. A2dV
16. ASHY
17. A3SP
18. A3dV
19. A4HY
20. AASP
21. AddV
22. PL1L
23. PL1H
24. PL2L
25. PL2H
26. OFTL
27. OFTH
28. CALO
29. CAHI
30. A1IDL
31. A2DL
32. A3DL
33. A4DL
34. UNIT

When using the up-down key to select parameters, all of the above parameters may not be available.
The number of visible parameters is dependent on the setup configuration.

Example:
OUT2 is setto DE. LO, PB = 100.0, SEL1 is set to ALSP, SEL2 is set to A2SP, SEL3 is set to PB, SEL4
is set to TI, SEL5~SELS is set to NONE. Now, the USER menu display appears as below.

ONogaR~wWPE

3-21.Configurable User Menu
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3.7 Ramp

The ramping function is performed during power up as well as any time the setpoint is changed. Choose
MINR or HRR for the RAMP setting, and the controller will perform the ramping function. The ramp rate
is programmed by adjusting the RR setting. The ramping function is disabled as soon as the Failure
mode, the Manual control mode, the Auto-Tuning mode or the Calibration mode occur. The ramping
function is enabled whenever the event input configured to change the setpoint is triggered. The ramping
function will be ramped up or down to SP1 when the event input is disabled.

3.7.1 Example of Ramp without Dwell Timer

Select MINR for RAMP, set °C for UNIT, set 1-DP for DP, Set RR=10.0, SV is set to 200°C initially and
changed to 100°C after 30 minutes from power-up. The starting temperature is 30°C. After power-up,
the process is running like the curve shown below.

3-22.Ramp Function

Note: When the ramp function is used, the lower display will show the current ramping value. However, it
will revert to show the setpoint value as soon as the up or down key is touched for adjustment. The ramp
rate is initiated at power on and/or when the Setpoint is changed. Setting the RR set to zero means no
ramping function at all.

3.8 Dwell Timer

The dwell timer can be with or without a Ramp. Alarm outputs can be configured as dwell timers by
selecting dtMR for ALFN. If ALFN is set to dtMR, Alarm 1 will act as a dwell timer. Similarly, Alarm 2,
Alarm3 and Alarm4 will act as dwell timers if A2FN, A3FN, or A4FN is set to dtMR. When the dwell timer
is configured, the parameter DTMR s used for dwell time adjustment. The dwell time is measured in
minutes ranging from 0.0 to 4553.6 minutes. The Timer starts to count as soon as the Process Value
(PV) reaches its set point (SV), and triggers an alarm output once the time has elapsed. The dwell timer
operation is shown in the following diagram.

3-23.Dwell Timer
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After the timer has finished, the dwell timer can be restarted by pressing the RESET key. The timer stops
counting during manual control mode, failure mode, calibration and Auto-Tuning.

If alarm1 is configured as a dwell timer, ATMD needs to be NoRM, and Even Input can’t reset DTMR
(only can be reset by the Reset key [R] on the front panel).

3.9 User Calibration

Each unit is calibrated in the factory before shipment. The user can still modify the calibration in the field.

The basic calibration of the controller is highly stable and set for life. User calibration allows the user to
offset the permanent factory calibration to:
% Calibrate the controller to meet a user reference standard.
¢+ Match the calibration of the controller to that of a particular transducer or sensor
input.
++ Calibrate the controller to suit the characteristics of a particular installation.
++ Remove long term drift in the factory set calibration.

There are two parameters: Offset Low (OFTL) and Offset High (OFTH) for adjustment to correct an error
in the process value. There are two parameters for the sensor input. These two signal values are CALO
and CAHI. The input signal low and high values are to be entered in the CALO and CAHI parameters
respectively.

Connect the input with low scale operating temperature (For Example 0.0). Enter the low scale operating
temperature in CALO. For example, 0.0. Then monitor the PV. If PV # CALO, adjust the OFTL to make
PV=CALO.

Connect the input with high scale operating temperature (For Example 700.0). Enter the high scale
operating temperature in CAHI. For example, 700.0. Then monitor the PV. If PV # CAHI adjusts the
OFTH to make PV=CAHI.

As shown below, the two points OFTL and OFTH construct a straight line. For accuracy, it is best to
calibrate with the two points as far apart as possible. After the user calibration is complete, the input type
will be stored in the memory. If the input type is changed, a calibration error will occur and an error code

LAEr s displayed.

3-24.Two Point User Calibration
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3.10 Digital Filter

In certain applications, the process value is too unstable to be read. To improve this, a programmable
low pass filter incorporated in the controller can be used. This is a first-order filter with a time constant
specified by the FILT parameter. A value of 0.5 seconds is used as a factory default. Adjust FILT to
change the time constant from 0 to 60 seconds. 0 seconds represents no filter applied to the input
signal. The filter is characterized by the following diagram.

Note

The Filter is available only for the process value (PV) and is performed for the displayed value only. The
controller is designed to use an unfiltered signal for control even when a filter is applied. If a lagged
(filtered) signal is used for control; it may produce an unstable process.

3-25.Filter Characteristics
3.11 Failure Transfer

The controller will enter failure mode if one of the following conditions occurs.
1. An SBER error occurs due to an input sensor break, an input current below 1mA for 4-20mA, or
an input voltage below 0.25V for 1-5 V.
2. An ADER error occurs due to the A-D converter of the controller fails.

Output 1 and Output 2 will perform the failure transfer (O1. ft & O2. ft) function as the controller enters
failure mode.

3.11.1 Output 1 Failure Transfer

If Output 1 Failure Transfer is activated, it will perform as follows:

1. If output 1 is configured as proportional control (PB#0), and BPLS is selected for O1FT, then
output 1 will perform a Bumpless transfer. After that, the previous average value of MV1 will be
used for controlling output 1.

2. If output 1 is configured as proportional control (PB#0), and a value of 0 to 100.0 % is set for
O1FT, then output 1 will perform failure transfer. After that, the value of O1FT will be used for
controlling output 1.

3. If output 1 is configured as ON-OFF control (PB=0), then output 1 will transfer to an off state if
OFF is set for O1FT, and transfer to on state if ON is set for O1FT.

3.11.2 Output 2 Failure Transfer

If Output 2 Failure Transfer is activated, it will perform as follows:

1. 1f OUT2 is configured as COOL, and BPLS is selected for O2FT, then output 2 will perform a
Bumpless transfer. After that, the previous average value of MV2 will be used for controlling
output 2.

2. If OUT2 is configured as COOL, and a value of 0 to 100.0 % is set for O2FT, then output 2 will
perform a failure transfer. After that, the value of O2FT will be used for controlling output 2.

3. If OUT2 is configured as an alarm function, and OFF is set for O2FT, then output 2 will transfer to
an off state, otherwise, output 2 will transfer to an ON state if ON is set for O2FT.
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3.11.3 Alarm Failure Transfer

An alarm failure transfer is activated as the controller enters failure mode. After that, the alarm output will
transfer to the ON or OFF state which is determined by the set value of ALFT, A2FT, A3FT, and A4FT.

3.12 Auto-Tuning

A The Auto-Tuning process will be performed at the setpoint (SP1). The process will oscillate around
the setpoint during the tuning process. Set a set point to a lower value if overshooting beyond the normal
process value will cause damage. It is usually best to perform Auto-Tuning at the Setpoint the machine
is expected to be operated at, with the process running normally (i.e. material in the oven, etc.)
Auto-Tuning is generally applied in the following cases:

+¢ Initial setup for a new process

+¢+ The setpoint is changed substantially from the previous Setpoint when Auto-Tuning was

performed.
+¢+ The control result is unsatisfactory

3.12.1 Auto-Tuning Operation Steps

1. The system has been installed normally.

2. Do not use a zero value for PB or TI; otherwise, the Auto-Tuning program will be disabled.

3. The LOCK parameter should be set to NONE.

4. Set the setpoint to a normal operating value or a lower value if overshooting beyond the
normal process value will cause damage.

5. Press and hold the[=] key until appear on the upper display, then let go.

6. Press and hold the(=] key for at least 5 seconds. The TUNE indicator will begin to flash, and

the Auto-Tuning process has begun.
NOTE:
If the ramping function is used, it will be disabled once Auto-Tuning is started. The Auto-Tuning mode is
disabled if either a failure mode or manual control mode occurs.

Procedures:

Auto-Tuning can be applied either as the process is warming up (Cold Start) or as the process has been
in a steady-state (Warm Start). After the Auto-Tuning process is completed, the TUNE indicator will stop
flashing and the unit will revert to PID control by using its new PID values. The PID values obtained are
stored in non-volatile memory.

3.12.2 Auto-Tuning Error

If Auto-Tuning fails, an ATER message will appear on the upper display in any of the following
cases.

% If PB exceeds 9000 (9000 PU, 900.0°F or 500.0°C)
% If Tl exceeds 1000 seconds
+¢ If the setpoint is changed during the Auto-Tuning process

3.12.3 Solution for Auto-Tuning Error

1. Try Auto-Tuning once again.

2. Do not change the setpoint value during the Auto-Tuning process.
3. Do not set zero value for PB and TI.

4. Use manual tuning

5. Touch RESET [R] key to reset the AEEr message.
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3.13 Manual Tuning

In certain applications (very few), using Auto-Tuning to tune a process may be inadequate for the control
requirement. In this case, the user can try manual tuning.

If the control performance by using Auto- Tuning is still unsatisfactory, the following guidelines can be
applied for further adjustment of PID values.

ADJUSTMENT SEQUENCE SYMPTOM SOLUTION
. Slow Response Decrease PB
Proportional Band (PB) High overshoot or Oscillations Increase PB
Integral Time (I Slow Response Decrease TI

g Instability or Oscillations Increase TI
R Slow Response or Oscillations Decrease TD
Derivative Time (TD) High Overshoot Increase TD

3-3.PID Parameter Adjustment Guide
3.14 Manual Control

To enable manual control, ensure the LOCK parameter is set to NONE. Press and hold (=] for 6.2
seconds or until [=- - -1 (Hand Control) appear on the display. Press and hold [=) for 5
seconds or until the MANU indicator begin to flash. The lower display will show [H--_]. The controller
has now entered manual control mode. Indicates the output control variable for output 1, and

indicates the control variable for output 2. The user can use the up-down keys to adjust the

percentage values for the heating or cooling output. This % value is based on the CYC1 and CYC2

settings, where the associated output will stay on for the % of time the CYC1 & CYC2 values are set for.
The controller performs open-loop control as long as it stays in manual control mode. The manual
mode menu can also be reached by pressing [=J[¥] keys.

3.14.1 Exit Manual Control

Pressing the [R] key will revert the controller to its normal display mode.

3-26. Effects of PID Adjustment
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3.15 Default Setting
3.15.1 Factory Default Setting

The controller's parameters can be loaded with default values listed in the parameter description table. In
certain situation, it is desirable to retain these values after the values of the parameters have been
changed. The below procedure to be followed to reload the default values.

1. Ensure the LOCK parameter is set to NONE.

2. Press and hold [ for 6.2 seconds or until [----] (Hand Control) appear on
the display.

3. Press [=] key to navigate the manual mode menu to reach FILE.

4. Press and hold (=] for 5 seconds or until the upper display FILE flash for a moment.
The default values of all parameters are loaded now.

3.15.2 User Default Setting

The user can store the default parameter setting as per their requirement and load the stored default
parameters.

3.15.2.1 Store User Default Setting
The user default setting can be stored by using the below steps.

1. Ensure the LOCK parameter is set to NONE.

2. Press [©] and [*] to access the manual mode parameters. The lower display will show
HO.00.

3. Press [©] key to navigate to File Parameter

4, Select St.US in File parameter using (=] or (<] key.

5. Press [=] key for 5 seconds to store the user default setting parameter. The upper display
will blink a moment for the user confirmation.

3.15.2.2 Load User Default Setting
The stored user default setting can be loaded by using the below steps.

1. Ensure the LOCK parameter is set to NONE.

2. Press [©] and (7] to access the manual mode parameters. The lower display will show
HO.00.

3. Press (2] key to navigate to File Parameter

4. Select Ld.US in File parameter using &J or [4] key.

5. Press (=] key for 5 seconds to load the user default setting parameter. The upper display
will blink a moment for the user confirmation.

3.16 Data Communication

The controllers support RS-485 Modbus RTU protocol for data communication. Using a PC for data
communication is the most economical way. The signal is transmitted and received through the PC
communication Port. Since a standard PC can't support an RS-485 port, a network adaptor such as an
RS232 to RS485 Converter or USB to Serial Converter must be used to convert RS-485 to RS-232 or
USB for a PC. Many RS-485 units (up to 247 units) can be connected to one RS-232 port or USB Port.
Therefore, a PC with 4 comm. ports can communicate with up to 988 units. It is quite economical.

3.16.1 RS-485 Setup

+¢ Enters the setup menu.

+¢+ Set the data type as signed integer or unsigned integer

% Set individual addresses for units connected to the same port.

% Set the Baud Rate (BAUD), Data Bit (DATA), Parity Bit (PARI) and Stop Bit (STOP)
such that these values are accordant with PC setup conditions.

o%

X3
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3.17 Retransmission

The controller can output (retransmit) PV or SP via its retransmission terminals RE+ and RE- provided
that the retransmission option is ordered. A correct signal type should be selected for the option board to
meet the retransmission option installed. RELO and REHI are adjusted to specify the low scale and high
scale values of retransmission.

3.18 Heater Current Monitoring

A current transformer (CT98-1) is required to measure the heater current. The CT input signal
conditioner measures the heater current when the heater is powered (output 1 is on), and the current
value will remain unchanged the heater is unpowered (output 1 is off). 1 or 2 CT inputs can be connected
to the controllers depending on the model. The CT1R &CT2R will indicate the heater current.

Heater break detection is enabled by enabling heater break detection setting HBEN. A Heater break
alarm (H. bK) alerts the user when the current measured by CT1 in CT1R is lower than HB1T or CT2 in
CT2R is lower than HB2T. When the current measured by CT1 in CT1R is higher than HB1T+HBHY and
CT2in CT2R is higher than HB2T+HBHY, the heater break alarm will be off. The Heater break alarm will
be off when both CT values are in the normal range. The Heater break alarm function will be enabled
when OUT1 is in on condition.

Heater short detection is enabled by enabling heater short detection setting HSEN. A Heater short
alarm (H. St) alerts the user when the current measured by CT1 in CT1R is higher than HS1T or CT2 in
CT2R is higher than HS2T.

When the current measured by CT1 in CT1R is lower than HS1T-HSHY and CT2 in CT2R is lower than
HS2T-HSHY, the heater short alarm will be off. The Heater short alarm will be off when both CT values
are in the normal range. The Heater short alarm function will be enabled when OUT1 is in off condition.

Accessory Installed
CT98-1

Required Setup Parameters
Heater Break

1. HBEN
2. HBHY
3. HBI1T
4. HB2T

Heater Short

1. HSEN
2. HSHY
3. HSI1T
4. HS2T
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3.19 Operation Mode

The operation mode will allow the users to choose the operation mode of the controllers as RUN or OFF.
Run mode will activate the normal PID running mode. OFF mode will disable all outputs.

Press [][¥] keys together more than 3 seconds will access the operation mode. Press [=] key for 3
seconds to activate the selected mode.

3-27.0peration Mode

3.20 Event Input

There are 6, 2 or 1 Event Inputs that are available in this series of controllers depending on the size of
the controller. Refer section 2.9 for wiring an event input. The Event input accepts a digital (on/off) type
signal.

Types of signals that can be used to switch the event input as below.
% Relay

+ Switch contacts

¢+ Open collector Pull Low

0,

% TTL logic level

One of the below functions can be chosen by using EIFN1 through EIFNG contained in the setup menu.
The same function cannot be set to more than one event input.

Note: The controller must have the respective event input on the controller hardware to select any of the
below event input function other than NoNE in ELFN to E6FN. Otherwise the controller may malfunction.
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3.20.1 Event Input Functions

1. NONE

SP2

RS. Al

RS. A2

RS. A3

RS. A4

RS.AO

CA. LH

9. D.O1

10. D.02

11. D.01.2

12. LOCK

13. AU.MA

14. F.tra

15. AL. oN

16. StAR: Run profile as RUN=STAR
17. CoNt: Run profile as RUN=CONT
18. PV: Run profile as RUN=PV

19. Hold: Run profile as RUN=HOLD
20. StoP: Run profile as RUN=STOP
21. d.R.SP: Operation Mode RUN/OFF

N~ WD

NONE: No Event input function. If chosen, the event input function is disabled. The controller will use
PB, Tl and TD for PID control and SP1 for the set point.
SP2: If chosen, the SP2 will replace the role of SP1 for control.
RS. Al: Reset Alarm 1 as the event input is activated. However, if the alarm condition still exists, the alarm
will remain on even though the event input is triggered.
RS. A2: Reset Alarm 2 as the event input is activated. However, if the alarm condition still exists, the alarm
will remain on even though the event input is triggered.
RS. A3: Reset Alarm 3 as the event input is activated. However, if the alarm condition still exists, the alarm
will remain on even though the event input is triggered.
RS. A4: Reset Alarm 4 as the event input is activated. However, if the alarm condition still exists, the alarm
will remain on even though the event input is triggered.
RS.AO: Reset all Alarms as the event input is activated. However, if the alarm condition still exists, the
alarm will remain on even though the event input is triggered.
CA. LH: Cancel the latched alarm as the event input is activated. However, if the alarm condition still
exists, the alarm will remain on even though the event input is triggered.
D.O1: Disable Output 1 as the event input is activated.
D.02: Disable Output 2 as the event input is activated.
D.01.2: Disable both Output 1 and Output 2.
Note: When any of D.O1, D.0O2 or D.01.2 is selected for EIFN, Outputl and/or Output 2 will
revert to their normal conditions as soon as the event input is Released.
LOCK: All parameters are locked and unable to be changed (Read-only) in communication.
AU.MA: Switch between Auto-Tuning and manual tuning control mode.
F.tra: Switch to Failure Transfer Mode
AL. oN: If Alarm 2 or Alarm 3 set to E1.c.0 or E2.c.o then EI1 or EI2 will activate Alarm Output Alarm 2
or Alarm 3.
StAR: Run profile as RUN=STAR
CoNt: Run profile as RUN=CONT
PV: Run profile as RUN=PV
Hold: Run profile as RUN=HOLD
StoP: Run profile as RUN=STOP
d.R.SP: Switch between operation mode RUN & OFF.
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3.21 Remote Setpoint

The Setpoint will change proportionally to the input given in the remote Setpoint input terminals. The
remote Setpoint function needs the below parameters to be set properly.
1. RMSP: Exists if OFS1 and OFS2 and OFS3 are not all selected “None”
2. RINL: When Set Value is lower than SP1L, Setpoint will be limited by SP1L
3. RINH: When Set Value is higher than SP1H, Setpoint will be limited by SP1H
4. DRSP: E1IFN~E6FN select d.R.SP, enable the Event Input controlling Remote Setpoint.
Note: Remote Setpoint Input needs to be calibrated properly before use Remote setpoint
application. The procedure to calibrate Remote Setpoint input is explained in section 5.1.1.7.

3.22 Ramp and Soak Program

The new C Series controller with a profile option can be used in the application where the setpoint should
be changed automatically with the time. It provides 1 program with 16 segment or 2 programs with each
8 segments or 4 programs with each 4 segments. Each segment has both a ramp and soak function.

The following parameters are used to configure the controller for ramp and soak programs.
1. PROF
2. RUN
3. RMPU
4. STAR
5. END
6. PFR
7. HBLO
8. HBHI
9. HBT
10. CYC

The profile parameters can’t be modified when the profile is running.

3.22.1 PROF

Select the required segments to run. There are 8 options available for the user to select the profile
segments.

. NoNE: Not used

. 1--4: Uses steps 1 to 4

. 5--8: Uses steps 5t0 8

. 1--8: Uses steps 1 to 8

. 9-12: Uses steps 9to 12

. 1316: Uses steps 13 to 16
. 9-16: Uses steps 9 to 16

. 1-16: Uses steps 1 to 16

OO o1k owN -
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3.22.2 RUN
Select the profile rune mode. There are 5 modes available in the controller.

1. StAR: Start to run profile

CoNt: Continue run profile

PV: Continue run profile from current PV
Hold: Hold profile

SToP: Stop profile

aksrwd

3.22.2.1 StAR

The Profile starts to run from the first segment in the selected profile. In run mode, the profiler varies the
set point according to the stored profile values.

3.22.2.2 CoNt

The Profile starts to run from the segment where it stopped.
3.222.3PV

The Profile starts to run from the segment where it stopped with current process value.
3.22.2.4 Hold

In hold mode, the profile is frozen at its current point. In this state, the user can make temporary changes
to any profile parameter (for example, a target setpoint, dwell time or the time remaining in the current
segment). Such changes will only remain effective until the profile is reset and run again and when they
will be overwritten by the stored profile values.

3.22.2.5 StoP
In stop mode, the Profile is stopped.
3.22.3 RMPU

Select the Ramp and Soak time units to be used. The options available for selection are Hour Minutes
(HH: MM) and Minute Seconds (MM: SS)

3.22.4 STAR
The Setpoint value of the profile start. The options available for selection is Process value (PV) and
controller Setpoint (SP1).

The normal method is to start the profile from the process value because this will produce a smooth and
Bumpless start to the process. However, to guarantee the time of the first segment, the STAR set to SP1
for the start point

3.22.5 END

The Setpoint value at the end of the profile. The options available for end Setpoint is
Controller Setpoint (SP1). The Alarm output configured with PF. Ed will be on at the end of the profile.

3.225.1 SP1
The Profile ends with controller Setpoint SP1.
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3.22.6 PFR

If power is lost and then restored, while a profile is running, the behaviour of the profile is determined by
the setting of the parameter “PFR “power fail recovery in the profile configuration. The options available
for PFR are CONT, PV, SP1.

3.22.6.1 CONT

If CONTIis selected, then when power is restored the profile continues from where it was interrupted
when power was lost. The parameters such as setpoint value (SV), time remaining (TIMR) and cycle
remaining (CYCR) will be restored to their power-down values. For applications that need to bring the
process value to the setpoint value as soon as possible, this is the best choice. The two diagrams below
illustrate the respective responses.

3-28.Power failure recovery from the profile at Dwell segment

3-29.Power failure recovery from the profile at Ramp segment

3.22.6.2 PV

If PV is selected then when power is restored the setpoint starts at the current process value, and then
runs to the target setpoint of the active segment. This choice provides a smoother recovery. The two
diagrams below illustrate the respective responses.

3-30.Power failure recovery from PV at Dwell segment
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3-31.Power failure recovery from PV at Ramp Segment
3.22.6.3 SP1

If SP1 If is selected, then when power is restored the profiler is disabled
and it enters static mode, and SP1 is selected for control set point.

3.22.7 Holdback

As the set point ramps up or down (or dwells), the measured value may lag or deviate from the setpoint
by an undesirable amount. "Holdback" is available to freeze the profile at its current state. The action of
Holdback is the same as a deviation alarm. Holdback has three parameters.

1. HBLO: Holdback low band
2. HBHI: Holdback high band
3. HBT: Holdback wait time

If the error from the setpoint exceeds the set holdback high band (HBHI) or lags than the set holdback
low band (HBLO), then the holdback will automatically freeze the profile at its current point and the
holdback timer begins to count and an alarm configured with PF. Hb will on. When the value of the
holdback timer exceeds the value of holdback wait time (HBT), the profiler will no longer be freeze and
jump to its next segment, at the same time an error code Hb. Er will be displayed. The holdback time can
be configured in Hour: Minute unit only.

3.22.8 CYC
The number of cycles to be repeated for the selected profile to be configured by this parameter.
3.22.9 Running, Holding and Stopping a Profile

The profile has been started by selecting RUN in the upper display using (=] key then select the starting
setpoint for the profile in the lower display by using [4J(¥] keys. After selecting STAR or CONT or PV,
press [@I[4](] keys simultaneously for 1 second to start the profile. The same procedure is applied for
Holding and stopping profile. To holding the profile, select HOLD and stop the profile select STOP in the
lower display.

3.22.10 Viewing and Modifying the Profile Progress
The Profile in progress can be monitored and modified by using the four parameters as below.

1. CYCR: The remaining cycles of the profile

2. STEP: The running step of the profile

3. TIMR: The time remaining to complete the current step of the profile
4. STAT: The current state of the profile.

3.22.11 Configuring the Profile

The profile has been configured by using the following parameters. There are 16 segments available for
the user for the configuration. The 16 segments can be used as a single profile or two profiles with each
8 segments or four profiles with each 4 profiles. This selection can be done by PROF parameter
selection.
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3.22.11.1 Profile Segment Parameters
Each profile segments have the following parameters.

1. Target Set Point(TSP)
2. Ramp Time (RPT)
3. Soak Time (SKT)

3.22.11.1.1 Target Set point

The target Setpoint of the segment can be configured by the parameters TSP1, TSP2, TSP3, TSP4,
TSP5, TSP6, TSP7, TSP8, TSP9, TSPA, TSPB, TSPC, TSPD, TSPE, TSPF, and TSPG.

3.22.11.1.2 Ramp Time

The Ramp time of the segment can be configured by the parameters RPT1, RPT2, RPT3, RPT4, RPT5,
RPT6, RPT7, RPT8, RPTY, RPTA, RPTB, RPTC, RPTD, RPTE, RPTF, and RPTG.

3.22.11.1.3 Soak Time

The Soak time of the segment can be configured by the parameters SKT1, SKT2, SKT3, SKT4, SKT5,
SKT6, SKT7, SKT8, SKT9, SKTA, SKTB, SKTC, SKTD, SKTE, SKTF, and SKTG.
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4 Applications

4.1 Heat Only Control with Dwell Timer

An oven is designed to dry the products at 150°C for 30 minutes, and then stay unpowered for another
batch. A C Series controller equipped with a dwell timer is used for this purpose. The system diagram is

shown as below.

4-1.Heat Only Control with Dwell Timer
To achieve this function set the following parameters in the setup menu.

INPT=K_TC
UNIT=°C
DP=1_DP
SP1=150.0
DTMR=30.0
OUT1=REVR
O1TY=RELY
CYC1=18.0
O1FT=BPLS
ALFN=DTMR
ALFT=ON

Auto-Tuning is performed at 150°C for a new oven.
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4.2 Cool Only Control

A C Series Controller is used to control a refrigerator at a temperature below 0°C. Since the required
temperature is lower than the ambient temperature, a cooling action is required. Hence, select DIRT for
OUTL. Since output 1 is used to drive a magnetic contactor, O1TY is set to RELY. A small temperature
oscillation is tolerable; therefore, use ON-OFF control to reduce the overall wear and cost. To achieve
ON-OFF control, PB is set to zero and O1HY is set to 0.1°C.

4-2.Cooling Control
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4.3 Heat and Cool Control

An injection mold is required to be controlled at 120°C to ensure a consistent quality of the parts. An oil
pipe is buried in the mold. Since plastic is injected at a higher temperature (e.g. 250°C), the circulation
oil needs to be cooled as its temperature rises. Here is an example.

4-3 Heat Cool Control

The PID Heat-Cool control is used for the above example. To achieve this, set the following parameters
in the Setup Menu

INPT=PT.DN
UNIT=°C
DP=1-DP
OUT1=REVR
O1TY=RELY
CYC1=18.0 (sec.)
O1FT=BPLS
OUT2=COO0L
02TY=4-20
O2FT=BPLS

Adjust SV at 120.0°C, CPB at 125 (%) and DB at -4.0 (%).
Apply Auto-Tuning at 120°C for a new system to get optimal PID values.

Adjustment of CPB is related to the cooling media used. If water is used as cooling media instead of oil,
the CPB is set to 250 (%). If air is used as cooling media instead of oil, the CPB is set to 100 (%).
Adjustment of DB is dependent on the system requirements.

A more positive value of DB will prevent an unwanted cooling action but will increase the temperature
overshoot, while a more negative value of DB will achieve less temperature overshoot, but will increase
unwanted cooling action.
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4.4 Ramp & Dwell
4.4.1 Temperature Cycling Chamber

A chamber is used to test the temperature cycling effect on personal computers. An external cycle timer
is used to control the event input for switching the set point. The products under test are required to stay
at 60°C for 1 hour and -10°C for 1 hour. The transition interval between high-low temperatures is
required to be 5 minutes. Make the following setup. The ramp rate for the setpoint is 14°C/minute.

E1FN=SP2

ALFN=DTMR

DTMR=5.0

OUT1=REVR, Relay Output
OUT2=COOL, 4-20mA Output
RAMP=MINR

RR=14.0

UNIT=°C

DP=1-DP

SP1=60.0

SP2=-10.0

The circuit diagram and its temperature profile are shown below.

4-4 Ramp & Dwell Temperature Cycling Chamber

60 Minutes 60 Minutes

60 Deg.C 60 Deg.C

60 Minutes 60 Minutes

5 Minutes
5 Minutes

4-5.Temperature Profile for Temperature Cycling Chamber
A C Series Controller provides a 4-20mA signal to control the speed of an Inverter.
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4.4.2 Programmable Bread Baking Oven

Bread is baked in batches. A ramp is incorporated to control the thermal gradient to suit for making the
bread. A dwell timer is used to shut off the oven power and announce to the baker. The system is
configured as shown in the following diagram and configuration.

ALFN=DTMR

DTMR=40.0

OUT1=REVR, Relay Output
OUT2=AL1, Relay Output
RAMP=MINR

RR=30.0

UNIT=°C

DP=1-DP

SP1=180.0

4-6.Bread Baking Oven

Order a form A relay for Alarm 1. Push the ON switch to start a batch. The temperature will rise with a
ramp rate determined by the RAMP value. Bread is baked with the setpoint temperature for a
predetermined time which is programmed by DTMR value, and then the power is shut off. The
temperature profile is shown in the following figure.

4-7.Temperature Profile of Baking Oven

FDC_C-Series_User_Manual_UMOC62K_August-2024 Page 118 of 136



4.5 Remote Setpoint

An on-line multiple zone oven is used to dry paint. Since heat demand varies at different positions in the
production line, multiple zones with individual controls should be used to ensure a consistent
temperature profile. If the user uses a C Series Controller with a retransmission output for the master
controller and retransmits its setpoint to the remote Setpoint input of the slave controllers, each zone will
be synchronized with the same temperature. Here is an example.

4-8.Remote Setpoint Application
Set the following parameters in the setup menu.

For master unit
OFS3=3(0-5V)
RETY=RE.SP
RELO=0°C
REHI=300°C

For slave units
RMSP=2(0-5V)
RINL=0°C
RINH=300°C

If a voltage signal (such as in the above example) is sent to slave units, the slave inputs must be
connected in parallel. If a current signal (e.g. 4-20mA) is sent to slave units, the slave inputs must be
connected in series. The current retransmission is used widely since it can transmit to a longer distance
without voltage drop.

Note: REHI and RINH should be set with values higher than the setpoint range used.
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4.6 RS 485 Communication in Controller

A Tile making plant has 5 production lines. Each production line is equipped with 16 Controllers to
control the temperature for the Kiln. The foreman wants to be able to program the controllers and monitor
the process in the control room to improve quality and productivity. A cost-effective solution for the above
application is to use 80 controllers with RS-485 communication plus a converter and PC based software
for this application.

The system is installed as shown in the following diagram.

4-9.RS-485 Application
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4.7 Retransmission Application

An air-conditioned room uses controllers to control its temperature and humidity. The temperature and
humidity are required to be recorded on a recorder. The ranges of interest for these two quantities are
20°C to 30°C and 40% RH to 60% RH. The recorder inputs accept 0 - 5V signal.

To achieve this, set the following parameters in the Setup menu.

UNIT 1
OFS3=3(0-5V)
RETY=RE.PV
RELO=0°C
REHI=300°C
INPT=PTDN
UNIT=°C
DP=1-DP
UNIT 2
OFS3=3(0-5V)
RETY=RE.PV
RELO=0°C
REHI=300°C
INPT=0-1V (According to humidity sensor)
UNIT=PU
DP=1-DP

4-10.Retransmission Application
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4.8 Ramp & Soak Profile in Heat Treatment Chamber

A heat treatment chamber needs to vary temperature as a function of time. Because the process
requires a rapid increase in temperature as it is heated and a rapid decrease in temperature as it is
cooled. To achieve a rapid increase in temperature, an additional heater is turned on at a higher range of
temperature. A cooling fan is turned on to accelerate the cooling rate as the temperature falls fast. An
alarm is required to announce the operator as the procedure is finished. Since the condition is changing
when an additional heater is turned on, the PID control parameter should be different from the case of a
single heater. The C Series controller with a profiling function option is perfect to meet the above
requirements. The system diagram is shown below:

4-11.Heat Treatment Chamber
The output 1 is used to drive the main heater, the output 2 is used to drive the cooling fan

4-12.Temperature Profile of the Heat Treatment Chamber
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The temperature profile shown in the above figure can be achieved by using the following parameters.

PROF=1-4
RUN=StAR
RMPU=MM: SS
STAR=PV
END=OFF
PFR=CONT
CYCL=1

TSP1=400°C
RPT1=25:00
SKT1=00:00
TSP2=400°C
RPT2=00:00
SKT2=21:00
TSP3=1000°C
RPT3=09:00
SKT3=00:00
TSP4=1000°C
RPT4=00:00
SKT4=18:00

INPT=K_TC
UNIT=°C
DP=No dP
OUT1=REVR
O1FT=BPLS
CYC1=18
OuUT2=COO0L
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5 Calibration

A Do not proceed through this section unless there is a definite need to re-calibrate the controller. Al
previous calibration data will be lost. Do not attempt recalibration unless you have appropriate calibration
equipment. If calibration data is lost, you will need to return the controller to your supplier who may
charge you a service fee to re-calibrate the controller.

A Entering the calibration mode will break the control loop. Make sure that the system is allowable to
apply the calibration mode.

5.1 Equipment Required Before Calibration

1. Ahigh accuracy calibrator (Fluke 5520A Calibrator recommended) with the following functions
¢+ 0-100mV millivolt source with 0.005% accuracy

% 0-10V voltage source with 0.005% accuracy

++ 0-20mA current source with 0.005% accuracy

% 0-300Q resistant source with 0.005% accuracy

A test chamber providing 25°C - 50°C temperature range

A switching network (SWU16K, optional for automatic calibration)

A calibration fixture equipped with programming units (optional for automatic calibration)

A PC installed with calibration software (optional for automatic calibration)

asrwd

The calibration procedures described in the following section are step by step manual procedures. Since
a controller needs 30 minutes to warm up before calibration, calibrating the units one by one is quite
inefficient. An automatic calibration system for small quantity as well as for an unlimited quantity is
available upon request.

5.1.1 Manual Calibration Procedure

Set the Lock parameter to the unlocked condition (CODE= 0). Press and hold the scroll key until
appears on the display, then release the scroll key. Press the scroll key for 2-3 seconds then release, the

display will show and the unit will enter the calibration mode.
5.1.1.1 Calibrate Zero of A to D Converter

Short the thermocouple input terminals (TC+, TC-) and select the input type as K type Thermocouple in
the INPT parameter in bASE menu configuration. Press and hold the scroll key until appears on
the display, then release the scroll key. Press the scroll key for 2-3 seconds then release, the display will
show and the unit will enter the calibration mode. Then press scroll key for at least 5 seconds.
The display will blink a moment and a new value is obtained. If the display didn't blink or the obtained
value is equal to -199.9 or 199.9, then the calibration failed.

5.1.1.2 Calibrate Gain of A to D Converter
Select the input type as K type Thermocouple in the INPT parameter in bASE menu configuration. Press

and hold the scroll key until appears on the display, then release the scroll key. Press the scroll
key for 2-3 seconds then release, the display will show and the unit will enter the calibration
mode. Press scroll key to navigate to . Send a 60-mV signal to the thermocouple input terminals
with the correct polarity. Press scroll key for at least 5 seconds. The display will blink a moment and a
new value is obtained. If the display didn't blink or the obtained value is equal to -199.9 or 199.9, then
the calibration fails.
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5.1.1.3 Calibrate Offset of Cold Junction Compensation

Setup the equipment according to the following diagram for calibrating the cold junction compensation.
Note that a K type thermocouple must be used.

5-1.Cold Junction calibration Setup

Let controller sit at least 20 minutes in a room temperature of 25 £3°C. The 5520A calibrator is to be
configured as a K type thermocouple output with internal compensation. Send a 0.00°C signal to the
controller.

Select the input type as K type Thermocouple in the INPT parameter in bASE menu configuration. Press
and hold the scroll key until appears on the display, then release the scroll key. Press the scroll
key for 2-3 seconds then release, the display will show and the unit will enter the calibration
mode. Press scroll key to navigate to . Press up/down key to obtain 40.00. Press the scroll key

for at least 5 seconds. The display will blink a moment and a new value is obtained. If the display didn't
blink or the obtained value is equal to 5.00 or 40.00, then the calibration failed.

5.1.1.4 Calibrate Gain of Cold Junction Compensation

Setup the equipment the same as during Offset calibration of Cold Junction Compensation. The unit
under calibration is to be powered in a room with a temperature of 50+3°C for at least 20 minutes. The
calibrator source is to be set to 0.00° C with internal compensation mode.

Select the input type as K type Thermocouple in the INPT parameter in bASE menu configuration. Press
and hold the scroll key until appears on the display, then release the scroll key. Press the scroll
key for 2-3 seconds then release, the display will show and the unit will enter the calibration

mode. Press scroll key to navigate to . Press the scroll key for at least 5 seconds. The display
will blink a moment and a new value is obtained. If the display didn't blink or the obtained value is equal
t0 -199.9 or 199.9, then the calibration failed.

This setup is performed in a high-temperature chamber, hence it is recommended to use a computer to
perform the procedures

5.1.1.5 Calibrate RTD Input

Select the input type as PT100 RTD in the INPT parameter in bASE menu configuration. Press and hold
the scroll key until appears on the display, then release the scroll key. Press the scroll key for
2-3 seconds then release, the display will show and the unit will enter the calibration mode.
Press scroll key to navigate to . Send a 100Q signal to the RTD input terminals (PTA, PTB,

PTB) according to the connection. Press the scroll key for at least 5 seconds. The display will blink a
moment, otherwise, the calibration failed.

Press scroll key and the display will navigate to . Change the resistance value to 300Q. Press
scroll key for at least 5 seconds. The display will blink a moment and two values are obtained for RTDH
and RTDL. If the display didn't blink or the obtained value is equal to -199.9 or 199.9, then the calibration
failed.
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5.1.1.6 Calibrate Linear Input

Select the input type as 0 to 10V in the INPT parameter in bASE menu configuration. Press and hold the
scroll key until appears on the display, then release the scroll key. Press the scroll key for 2-3

seconds then release, the display will show and the unit will enter the calibration mode. Press
scroll key to navigate V1L. Send a OV signal to the V+ and V- terminals. Press scroll key for at least 5
seconds. The display will blink a moment and a new value is obtained. If the display did not blink or the
obtained value is equal to -199.9 or 199.9, the calibration failed.

Press scroll key and the display will navigate to V1G. Send a 10V signal to the V+ and V- terminals.
Press scroll key for at least 5 seconds. The display will blink a moment and a new value is obtained. If
the display did not blink or the obtained value is equal to -199.9 or 199.9, the calibration failed.

Select the input type as 0 to 20mA in the INPT parameter in bASE menu configuration. Press and hold
the scroll key until appears on the display, then release the scroll key. Press the scroll key for

2-3 seconds then release, the display will show and the unit will enter the calibration mode.
Press scroll key to navigate to MALL. Send a OmA signal to the mA+ and mA- terminals. Press scroll key
for at least 5 seconds. The display will blink a moment and a new value is obtained. If the display did not
blink or the obtained value is equal to -199.9 or 199.9, the calibration failed.

Press scroll key and the display will navigate to MA1G. Send a 20mA signal to the mA+ and mA-
terminals. Press scroll key for at least 5 seconds. The display will blink a moment and a new value is
obtained. If the display did not blink or the obtained value is equal to -199.9 or 199.9, the calibration
failed.

5.1.1.7 Calibrate Remote Setpoint Input

Select the proper remote setpoint input type in RMSP and then follow the below procedure to calibrate
remote setpoint input.

Select the remote setpoint input type as 0 to 10V in RMSP parameter in bASE menu parameters. Press
and hold the scroll key until appears on the display, then release the scroll key. Press the scroll

key for 2-3 seconds then release, the display will show and the unit will enter the calibration
mode. Press scroll key to navigate to V2L. Send a 0V signal to the Remote Set Point V+ and Remote
Set Point V- terminals. Please wait for 10 seconds, so the system will have enough input sample to
calibrate. After 10 seconds press scroll key for at least 7 seconds. The display will blink a moment and a
new value is obtained. If the display did not blink or the obtained value is equal to -199.9 or 199.9, the
calibration failed.

Press scroll key and the display will navigate to V2G. Send a 10V signal to the Remote Set Point V+ and
Remote Set Point V- terminals. Please wait for 10 seconds, so the system will have enough input sample
to calibrate. After 10 seconds press scroll key for at least 5 seconds. The display will blink a moment and
a new value is obtained. If the display did not blink or the obtained value is equal to -199.9 or 199.9, the
calibration failed.

Select the remote setpoint input type as 0 to 20mA in RMSP parameter in bASE menu parameters.
Press and hold the scroll key until appears on the display, then release the scroll key. Press the
scroll key for 2-3 seconds then release, the display will show and the unit will enter the
calibration mode. Press scroll key to navigate to MA2L. Send a OmA signal to the Remote Set Point mA+
and Remote Set Point mA- terminals. Please wait for 10 seconds, so the system will have enough input
sample to calibrate. After 10 seconds press scroll key for at least 5 seconds. The display will blink a
moment and a new value is obtained. If the display did not blink or the obtained value is equal to -199.9
or 199.9, the calibration failed.
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Press scroll key and the display will show MA2G. Send a 20mA signal to the Remote Set Point mA+ and
Remote Set Point mA- terminals. Please wait for 10 seconds, so the system will have enough input
sample to calibrate. After 10 seconds press scroll key for at least 5 seconds. The display will blink a
moment and a new value is obtained. If the display did not blink or the obtained value is equal to -199.9
or 199.9, the calibration failed.
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6 Communication

This chapter explains the Modbus Communication protocol of the controller using RS-485
communication. This supports only RTU mode. Data is transmitted as 8-bit binary bytes with 1 start bit,1
stop bit and optional parity checking (None, Odd, Even). Baud rate may be set to 2400, 4800, 9600,
14400, 19200, 28800, 38400, 57600 and 115200 BPS.

6.1 Functions Supported

Only function code 03, 06 and 16 are available for this series of controllers. The message formats for
each function code are described as follows.

6.1.1 Function Code 03: Read Holding Registers

Slave Address (1~247) Slave Address (1~247)

Function Code (03) Function Code (03)
Starting Address of Register Hi (00) Byte Count
Ag:j?g;gof Starting Address
) Or of Register Lo Datal Hi
Register Lo (128~131)
(00~79)
No of Words Hi (00) Datal Lo
No of Words Lo (1~79) Data2 Hi
CRC16 Hi Data2 Lo
CRC16 Lo
Data ‘n’ Hi
Data‘n’ Lo
CRC16 Hi
CRC16 Lo

6-1.Function Code 03
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6.1.2 Function Code 06: Pre-set Single Register

Slave Address (1~247) Slave Address (1~247)
Function Code (06) Function Code (06)

Starting Address of Register Hi (00) Starting Address of Register Hi (00)
Starting Starting Starting Starting
Address of or Address of Address of or Address of
Register Lo Register Lo Register Lo Register Lo
(00~79) (128~131) (00~79) (128~131)
Data Hi Data Hi
Data Lo Data Lo
CRC16 Hi CRC16 Hi
CRC16 Lo CRC16 Lo

6-2.Function Code 06

6.1.3 Function Code 16: Pre-set Multiple Register

Slave Address (1~247)

Slave Address (1~247)

Function Code (16)

Function Code (16)

Starting Address of Register Hi (00)

Starting Address of Register Hi (00)

Starting Starting Starting Starting
Address of Address of Address of Address of
Register Lo Register Lo Register Lo Register Lo

(00~79) (128~131) (00~79) (128~131)

No of Words Hi (00)

No of Words Hi (00)

No of words Lo (1~79)

No of words Lo (1~79)

Bytes Count (2~158)

Bytes Count (2~158)

Datal Hi Datal Hi

Datal Lo Datal Lo

Data2 Hi Data2 Hi

Data? Lo Data? Lo
Data n Hi Data n’ Hi
Data n Lo Data n Lo

CRC16 Hi CRC16 Hi

CRC16 Lo CRC16 Lo

6-3.Function Code 16
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6.2 Exception Responses

If the controller receives a message which contains a corrupted character (parity check error, framing
error etc.), or if the CRC16 check fails, the controller ignores the message. However, if the controller
receives a syntactically correct message which contains an illegal value, it will send an exception

response, consisting of five bytes as follows:

Slave address +offset function code + exception code + CRC16 Hi +CRC16 Lo

Where the offset function code is obtained by adding the function code with 128 (i.e. function 3 becomes
H'83), and the exception code is equal to the value contained in the following table.

Exgz%téon Description Reason
1 Bad Function Code The function code is not supported by the controller
2 lllegal Data Addresses Register address out of range
3 lllegal Data Value Data value out of range or attempt to write a read-only or protected data

6-4.Exception Code

6.3 Parameter Mapping

The parameter mapping of Modbus address is available in section 1.9

6.4 Error Code

The description of the Error code is explained below

Error | Display i . .
Code | Symbol Description & Reason Corrective Action
lllegal setup values used: COOL is Check and correct setup values of OUT2, PB1, PB2, TI1, TI2 and
used for OUT2 when DIRT (cooling OUTL1. IF OUT2 is needed for cooling control, the controller should
4 ER04 action) is used for OUT1, use PID mode (PB# 0 and TI# 0) and OUT1 should use reverse
or when PID mode is not used for mode (heating action), otherwise, OUT2 cannot be used for
10 ER10 Communication error: bad function Correct the communication software to meet the protocol
code requirements.
11 ER11 Communication error: register Do not issue an over-range address of the register to the slave
address out of range
14 ER14 Communication error: attempt to write Do not write read-only data or protected data to the slave.
aread-only data
15 ER15 Com.mu.mcatlon error: write a.value Do not write an over-range data to the slave register
which is out of range to a register
16 EIER Event Input Error: Two or more event Do not set the same function in two or more Event Input Function
inputs are set to the same function parameters (ELFN through E6FN)
25 HBER Holdback time out Error Check the PV with profile para}meters along with PID parameters
configuration.
1. The PID values obtained after Auto-Tuning process are out of
range. Retry Auto-Tuning.
. — 2. Do not change the setpoint value during Auto-Tuning process.
26 ATER Auto-Tuning Errqr. Fa|Ied_ to perform 3. Use manual tuning instead of Auto-Tuning process.
Auto-Tuning function
4. Do not set a zero value for TI.
5. Do not set a zero value for PB.
6. Touch RESET key
29 EEPR EEPROM can't be written correctly Return to factory for repair.
30 CJER Cold junction compensation for Return to factory for repair.
Thermocouple malfunction
Input sensor break, or input
39 SBER current be'QW 1 mAif4-20 mAis Replace the input sensor.
used, or input voltage below
0.25Vif 1 -5Vis used
40 ADER AtoD converter or reIa.ted Return to factory for repair.
component(s) malfunction

6-5.Error Code
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6.5 Mode

The Value of the Mode Regjister is as below.

Mode Value Mode
H'000X Normal mode
H'010X Calibration mode
H'020X Auto-Tuning mode
H'030X Manual control mode
H'040X Failure mode
H'0X00 Alarm status is off
H'0x01 Alarm status is on

Bit wise description of Mode register value as below.

6-6.0peration Mode

MSB LSB
15 [14 |13 \12]11 (10 |9 |8 6 [5 |4 2 |1 |o
A 4 \ 4
Event Input: Operation Mode: Event Input: Alarm:
Bit 12: EI5(0x0001) All Bit OFF: Normal Bit 4: EI1(0x0001) Bit 0: Alarm1(0x0001)
Bit 13: EI6(0x0010) Mode (0x0000) Bit 5: EI2(0x0010) Bit 1: Alarm2(0x0010)
Bit 14: N.A. Bit 8: Calibration Bit 6: EI3(0x0100) Bit 2: Alarm3(0x0100)
Bit 15: N.A. Mode (0x0001) Bit 7: EI4(0x1000) Bit 3: Alarm4(0x1000)
Bit 9: Auto-Tuning
Mode (0x0010)
Bit 8,9: Manual
Control Mode
(0x0011)
Bit 10: Failure
Mode(0x0100)
Bit 11: N.A.
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6.6 Command Mode

The Value of the Command Mode and job registers are as below.

Command Jobl Value Function
Mode Value Mode Description Code
Dec Hex Dec Hex 06 | 16

Set Date
Low:0
High:3719
26680 | 6838 | Write Date Date =(Y*12+M) *31+D [DATE] | [DATE] | [DATE] v
Year=0...9>Y=0...9
Month=1...12->M=0...11
Day=1...31->D=0...30
Calibrate ADLO ADLO 77 | 004D v
Calibrate ADHI ADHI 78 | 004E v
Calibrate RTDL RTDL 79 | 004F v
Calibrate RTDH RTDH 80 | 0050 v
Calibrate CJLO clLo 81 | 0051 v
Calibrate CJHI CJHI 82 | 0052 v
ibrati i ViL v
26665 | 6829 Calibration Cal_lbrate ViL 83 | 0053
Mode Calibrate V1G V1G 84 | 0054 v
Calibrate MALL MALL 85 | 0055 v
Calibrate MA1G MALG 86 | 0056 v
Calibrate V2L V2L 87 | 0057 v
Calibrate V2G V2G 88 | 0058 v
Calibrate MA2L MA2L 89 | 0059 v
Calibrate MA2G MA2G 90 | 005A v
Auto-
26664 | 6828 tuning Go to auto-tuning mode v | v
Mode
v
26663 | 6g27 | Manual Go to manual mode v
Mode
26661 | 6825 Reset Do same action as Reset Key v | v

6-7.Command Mode

When the value of the Command Mode Register is 26663 then the MV1 & MV2 registers can be read
and write. Once the command mode register value is 26661 the MV1 & MV2 registers becomes read

only.

6.7 PROG Code
The Program Code is defined in the below table.

Program Code Model No
22.XX C22
62.XX C62
82.XX C82
84.XX C82-Profile
83.XX C83
85.XX C83-Profile
42.XX C42
44 XX C42-Profile
23.XX R22

6-8.Program Code
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6.8 Scaling

The scale high/low values are defined in the following table for SP1, INLO, INHI, SP1L, SP1H, PV, SV,

RELO and REHI

Condition Scale Low Scale High
DP=0 -19999 45536
DP=1 -1999.9 4553.6
DP=2 -199.99 455.36
DP=3 -19.999 45.536

6-9.Scaling for PV, SV, SP1, INLO, INHI, SP1L, SP1H, RELO, REHI

The scale high/low values are defined in the following table for PB, O1HY, RR, O2HY and ALHY

Condition Scale Low Scale High
DP=0 0 65535
DP=1 0.0 6553.5
DP=2 0.00 655.35
DP=3 0.000 65.535

6.9 Data Conversion

6-10.Scaling for PB, O1HY, RR, O2HY, ALHY
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The word data are regarded as unsigned (positive) Integer data in the
Modbus message. However, the actual value of the parameter may be a negative value with the decimal
point. The high/low scale values for each parameter are used for such conversion.

Let
M = Value of Modbus message
A = Actual value of the parameter
SL = Scale low value of the parameter
SH = Scale high value of the parameter

The conversion formulas are as follows:

M = (65535 + (SH — SL)) * (A — SL)
A = ((SH — SL)/65535) x M) + SL

If the communication selected with signed integer data in the Modbus message then there is no need of
data conversion. The data on the register will be same as actual in the range of

-19999 to 32767. When the actual value will exceed 32767 the Modbus register remains at 32767. So, it
is not advisable to use signed integer mode of data for the actual data above 32767. This option is
available from firmware version 15 in C62, C22 & R22 and firmware version 8 in C42, C82 & C83.
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6.10 Communication Examples

6.10.1 Read PV, SV, MV1 and MV2

Send the following command to the controller via the communication port

03 00 H'40 00 04 HI LO
H'80
Slave Address Function Code | Starting Address No of Words CRC16
6.10.2 Perform Reset Function (same effect as pressing R key)
Query
06 00 | H48 H'68 | H25 HI LO
Slave Address Function Code Register Address Data Hi /Lo CRC16
6.10.3 Enter Auto-Tuning Mode
Query
06 00 | H48 H'68 H'28 HI LO
Slave Address Function Code | Register Address Data Hi /Lo CRC16
6.10.4 Enter Manual Control Mode
Query
06 00 | H48 H'68 H27 HI LO
Slave Address Function Code | Register Address Data Hi/Lo CRC16
6.10.5 Read All Parameters
Query
03 00 | 00 00 H'50 HI LO
Slave Address Function Code | Starting Address No of Words CRC16
6.10.6 Modify Calibration Co-efficient
Pre-set the CMND register with 26669 before attempting to change the Calibration coefficient
06 00 | H48 H'68 | H29 HI | Lo
Slave Address Function Code | Register Address Data Hi/Lo CRC16
6.10.7 Calibrate ADLO
H'10 00 H48 00 02 04 H68 | H29 | 00 | H4D | HI | LO
Slave Address Function Code Register No of Words Bytes DataHi/Lo | DataHi/Lo CRC16
Address Count

A

Please install 20A circuit breaker on the power supply end

To remove dust, please use a dry cloth

The installation and the safety of any system incorporating the equipment is the

responsibility of the assembler of the system
If the equipment is used in a manner not specified by the manufacturer, the
protection provided by the equipment may be impaired

Do not cover the cooling vents in order to maintain airflow

Beware not to over-tighten the terminal screws. C22 should not exceed 0.19 N-m
(1.74 Lb-in or 2 Kg F-cm) and C62/42/82/83 and R22 should not exceed 1 N-m
(8.9 Lb-in or 10.2 Kg F-cm), temperature Min.60°C, use copper conductors only.
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7 State of California Proposition 65 Warning

Cancer and Reproductive Harm: This warning is intended to address certain Prop 65 chemicals
that may be found in Future Design Controls products. These products can expose you to chemicals
including lead and lead compounds which are known to the State of California to cause cancer, birth
defects or other reproductive harm.

What is the state of California Proposition 65?

Proposition 65 requires businesses to provide warnings to Californians about significant exposures to chemicals
that cause cancer, birth defects or other reproductive harm. These chemicals can be in the products that
Californians purchase, in their homes or workplaces, or that are released into the environment. By requiring that
this information be provided, Proposition 65 enables Californians to make informed decisions about their
exposures to these chemicals.

For more information go to: www.P65Warnings.ca.gov

The most recent list of chemicals known to the State of California can be seen at:
https://oehha.ca.gov/media/downloads/proposition-65//p65list102618.pdf

Affected Products: This applies to all existing and future products offered by Future Design Controls.
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8 Warranty & Limitations

Warranty

Future Design Controls C-Series Process Controls are warranted to be free from functional defects in materials and
workmanship at the time the products leave Future Design Controls facilities and to conform at that time to the specifications
set forth in the relevant Future Design Controls manual, sheet or sheets for a period of Three years after delivery to the
first purchaser for use.

There are no expressed or implied Warranties extending beyond the Warranties herein and above set forth.

Limitations

Future Design Controls provides no warranty or representations of any sort regarding the fitness of use or application of its
products by the purchaser. Users are responsible for the selection, suitability of the products for their application or use of
Future Design Controls products.

Future Design Controls shall not be liable for any damages or losses, whether direct, indirect, incidental, special,
consequential or any other damages, costs or expenses excepting only the cost or expense of repair or replacement of
Future Design Control products as described below.

Future Design Controls sole responsibility under the warranty, at Future Design Controls option, is limited to replacement
or repair, free of charge, or refund of purchase price within the warranty period specified. This warranty does not apply to
damage resulting from transportation, alteration, misuse or abuse.

Future Design Controls reserves the right to make changes without notification to purchaser to materials or processing that
do not affect compliance with any applicable specifications.

Return Material Authorization:
Contact Future Design Controls for Return Material Authorization Number prior to returning any product to our facility.

Future Design Controls, Inc.
7524 West 98t Place, P.O. Box 1196
Bridgeview, IL 60455 USA

888.751.5444 - Office
888.307.8014 - Fax
866.342.5332 - Technical Support

E-mail:  csr@futuredesigncontrols.com
Website:  http://www.futuredesigncontrols.com
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